f

'TONAL LABORATORY
AV, .

.






ABRGONNE NATIONAL LABORATORY

IDAHO DIVISION

IDAHO FALLS, IDAHO

REPORT OF EBR-II OPERATIONS

April 1, 1968 through June 30, 1968

M. Novick, Director, Idaho Division

Contributors
B. C. Cerutti J. K. Leman
D. W. Cissel K. J. Moriarty
L. P. Cooper R. Neidner
G. E. Deegan W. H. Olson
H. Hurst R. N. Smith
F. S. Kirn W. R. Wallin

Report Coordinated by

W. R. Wallin

Operated by the University of Chicago
under
Contract W-31-109-eng-38
with the

U. 5. Atomic Energy Commission






TABLE OF CONTENTS

T e T S e T BT
Py L E N Tl e SR S P e Rt
85 Chronology of Principal Evenbts . . . o « o o ¢ =
C, Production BUmnery. « « & P o o v o 6.5 9 o % & »
10 IR e o arielzn o | (PSR S S S e R 0 e
S Power: EROMICTHION . o -5s: v e eriiie s e an
RIS T2 S i S SR e R SEPIR e e S
By Pramerye POMPE = 50 4. 5 oo o4 wene
b.  Primary Muxiliary Punipr, « s + «
c. Coolant. Temperatures ... . o« » o c-5. .« s o =
d. Primary Sodium Chemistry . « « o «. 0 o o &«
1) Primary Sodium Sampling . . . . « .
2) Primary Purification System o A
3) Primary-Sodium Impurity Analysis . . .
e. Primary-System Cover-Gas Analysis . . . .
3. . Becondery Byebeml. s &« i@ 4ok e e ai we ws e e
a. Secondary Sodium Pump . ¢ ¢ ¢ o ¢ o o« o o
b. Secondary Sodium Chemistry . . . . . . . .
1) Secondary Sodium S8mpling . . . . . .
2) Secondary Purification System . . . .
3) Secondary Sodium Impurity Analysis . .
c. Secondary-System Cover-Gas Analysis . . .
d. Performance of Intermediate Heat Exchanger
and Steam Generator ... ¢ « ¢ o o o o o s
1) Steam Generator Performance . . .
2) Intermediate Heat Exchanger
Evaluabion .. « ¢« s o o« o ¢ s
N S e e A BB A C EFEL .« » . w5 B
8. Pressure and Temperature . . « « « ¢ « + &
b: | Turbine Cenersbor System . .. o « o o o ¢ &
By MWeatcer Pregtment . ¢ .« « « o o a s 5.0 9. »
IR Staame Bratemlant Sin o v e

a1

10

13
13
i35
18
i3
&3
19
19
20
20
20

20
20

20
30
30
33
38
37
37
or
BT
39
39






IT.,

1IH

Iv.

TABLE OF CONTENTS (continued)

2) Condenser Cooling Water . . . . . . .
3) Chromate Reduction System

Fuel Management . . . .

A, Experimental I»radiations . . . . ¢« ¢ ¢ o ¢ « &

B. Subassenbly Inventory . . .

C. Core Ioading Changes . . . «

D. BSubassembly Ubilization . ... s . e. -

Reactor Physics

Ao Tomer COREEIB O Ui v, o wl hle- v w nws p aiata W

B. - Constant AT Te8ER". . u. o v ok & & o % 0 5 e wissw

Experimental Irradiations . « « o o « o ¢ ¢ ¢ &

A. Experimental Subassembly Locations . . . « « . &

B. Experimental Subassembly Contents and
ERposre - BEaRiE"" o i) 5. v alia . % meie B W e

Systems Maintenance, Improvements, and Tests . . . . .

Ay iMechanlvels end Rlieebrleall o Tt s ws v, w o

1.

10.

Large and Small Rotating-PMug Seals
Primary Sodium Purification System .

Fuel Unleading Machime (i:e o o o' e oo
FUM Argon Cooling SysEeM.. o e.ep s sieio- o
Primary-Tank "W" Heaters . . « « « . .
TORnTey AP o s v w5 08 b, erwon
BiiEEienyGas: Moni tor: (HEM) S iice wie oo e e

Fuel Element Rupture Detector (FERD) Loop

RescioE Gover: boek ND. 3 .. o.0 s 5 o o s e oo

Reactor-Building Freight Door . . « « « ¢ o &«

Lt

Page

39
39

Lo
Lo
Lo
41
i
b9
50
51
51

51
51
Ak
51
S
70
70
70
70
T
qx
L
T






L1,
el
13
1k,
15.
16.
17.
18.
dg;

2lo)
21.
224
23.
2k.
25.
26.
27,
28.

TABLE OF CONTENTS (continued)

Control-Rod Mechanical Interlocks
Mark-II Oscillator Rod .

Small Steam By-Pass Valve VC-501-B .
Power-Plant General Maintenance
Power-Plant Flanges

Startup Feedwater Pump .

Turbine Feedwater Pump .
Turbine-Generator Hydrogen System
Feedwater Heater .

a. Heater No. 2 .
b. Heater No. 4 .

Turbine-Driven Condensate Pump .
Acid Eductor System
Main Turbine-Generator Exciter .
Primary M-G Set Exciters .
Secondary-Sodium Surge Tank

»
Secondary-Sodium-System Chromatograph
Secondary Dowtherm System

480-Volt Emergency Power System

480-Volt Main Switchgear .

B. Instrumentation and Control

1.

24

Primary Coolant Pump Controls . . . . .
Nuclear Instrumentation
Nuclear System Voltage Regulator .

Reactor Delta-Temperature Digital Readout

iv

Page
AL
72
T2
2
T2
72
2
13
73

13
73

itz
3
73
7h
Th
4
4
75
15
)
73
>
76
76






10.
10
12,

13.

TABLE OF CONTENTS (continued)

Temperature Compensation in Total-Flow
Instrumentation

Primary-Coolant-Flow System

Primary Flow Monitoring Equipment

Reactor Delta-Temperature Instrumentation
Blanket Gas Monitor

Shield Cooling System

Fuel Handling System .

Secondary-System Surge-Tank Level

Constant-Power Batteries

Page

76
76
i
i
T
Tt
e
78
78






IT.

TILL.

Iv.

XI.

XII.

XIII.

XIV.

XVII.

XVIII.

XIX.

XX.

XXI.

XXII.

LIST OF TABLES

Operating History Data (April 1968) . . .
Operating History Data (May 1968)
Operating History Data (June 1968)
Summary of Scrams from Power

Subassembly Outlet Temperatures at 45 MW
Primary Sodium Samples

Trace Metals in Primary Sodium . . . ,
Radionuclides in Primary Sodium .

Carbon, Oxygen, and Hydrogen in Primary Sodium

Tritdom 20 Primary S08100 - & & s 6 w5 o @
Primary-System Cover-Gas Analysis . . . . . .
Becondary Bodium Semples . « o s » <« ¢ 2 5

Secondary-Sodium Purification-System Performance
Secondary Sodium Plugging Temperatures . . .
Trace Metals in Secondary Sodium . . . . . .
Radionuclides in Secondary Sodium . . . . .
Carbon, Oxygen, and Hydrogen in Secondary Sodium
Secondary-System Cover-Gas Analysis .

EBR-II Superheaters Operating Data, Heat Balance,
and Calculated Flow Distribution 45-MWt Reactor

dperalion « s =« »- s«

Calculated Temperatures at Hot End of Superheaters
45-MWt Reactor Operation . . . . . . . . . . .

Resistance to Heat Transfer, Percent of Temperature

IDT o] olewt, R SR pnt e S T R S P

EBR-IT Intermediate Heat Exchanger, 45-MWt Reactor
e e S e P B NI

vi

Page
13
14
15
16
18
21
23
23
24
2l
25
26
27
28
31
31
31
32

35

36

36

38






XXIIT.

XXVII.

XXVIII.

XXIX.

XXX.

XXXTI.

XXXII.

XXXIIT.

XXXIV.

LIST OF TABLES (continued)

Power Cycle Stream Analyses .

Summary of Installation and Kemoval of
Experiments .

Reactor Loading Changes

Subassemblies Received from Fuel Cycle
Facility

Experimental Subassemblies from Fuel Cycle
Facility

Experimental Subassemblies from Fuel Cycle
Facility Cold Line

Experimental Subassemblies Sent to Fuel Cycle
Haedlity =

Subassemblies Transferred to Fuel Cycle
Facility

Pertinent Reactor Variables .
Power-Reactivity Decrement (PRD)

Reactivity Change Between U4l. 7 MW, Full Flow
and 22.5 MW, 54% Flow . R

Summary of Capsule Irradiations in EBR-II .
»

vii

Page

39

L1
L2

L7

L7

L7

L8
49
49

50

58






10.
Qi
bz
13.
1k,
Lo
16.
1«
18.
19.

20.

LIST OF FIGURES

Cumulative Critical Time and Generator On Time
G Al et e S SRS

Cumulative Critical Time and Generator On Time

(May 1968) . . .

Cumulative Critical Time and Generator On Time

(June 1968)

(OSo A Thie Sk B a8 W - WA W

Cumulative Thermal and Electrical Energy
(e, St R R T NS U RS T S

Cumulative Thermal and Electrical Energy

(May: 1968). . &..»

Cumulative Thermal and Electrical Energy
(June 1968)

Reactor Power, Inlet Temperature, and Outlet
Temperature (April 1968) . ¢ e 6. o o o = s =

Reactor Power, Inlet Temperature, and Outlet
Temperature (May 1968) . . . Ldtin .

Reactor Power, Inlet Temperature, and Outlet
Temperature (June 1968) . . . . .

Primary
Primary
Primary
Primary
Primary
Primary
Primary
Primary
Primary
Primary

Primary

Pump
Pump
Pump
Pump
Pump
Pump
Pump
Pump
Pump
Pump

Pump

No.

No.

No.

No.

No.

No.

No.

No.

No.

No.

No.

1, Speed and Flow (April 1968)

1 Performance (April 1968)

1, Speed and Flow EMay 1968) .

1 Performance (May 1968) . . . . .
1, Speed and Flow (June 1968) . . .
1 Performance (June 1968) . . . .
2, Speed and Flow (April 1968)

2 Performance (April 1968)

2, Speed and Flow (May 1968) . .

2 Performance (May 1968)

2, Speed and Flow (June 1968) . . . .

viii

Page

79

80

81

82

83

8L

85

86

87
88
89
90
91
92
98
9L
g5
96
il
98






2y

22,

23.

2k,

25.

26.

e

28.

29.

30.

31.

38,

33.

3k.

35.

36.

37.

Primary Pump No. 2

Subassembly Outlet
(April-1968) . .

Subassembly Outlet
(April 1968) . . .

Subassembly Outlet
(April=1068). . . .

Subassembly Outlet
(April 1968).. . .

Subassembly Outlet
(April-No68). . . .

Subassembly Outlet
(April S1868) e ir s

Subassembly Outlet
(Lppld I CHB) L.

Subassembly Outlet
(May 1968) . . .

Subassembly Outlet
My 1968)- 0 - .. s

Subassembly Outlet
(MayadoaB )i s .

Subassembly Outlet
(May 1968) . . . .

Subassembly Outlet
(May 1968) . . . .

Subassembly Outlet
(Mayved 068 deae ot

Subassembly Outlet
(May: 196B)i v vt s »

Subassembly Outlet
(June 1968) . .

Subassembly Outlet
(June 1968) . . .

LIST OF FIGURES (continued)

Performance (June 1968) . .

Temperatures (1Al,

Temperatures (2C1,

Temperatures (2F1,

e iy b T TR

Temperatures (3F1,

Temperatures (L4F3,

Temperatures (TA3,

. W gy ma e

Temperatures (9EY,

. . s o .

Temperatures (1Al,

DR R S S

Temperatures (2C1,

Temperatures (2F1,
SR i ey

Temperatures (3F1,

W W e e e

Temperatures (LF3,

Temperatures (7A3,

Temperatures (9Ek,

A4 WA & om, w6 e

Temperatures (1Al,

e e & .

Temperatures (2C1,

T R I R

ix

2D1, 2E1)

2A1, 2Bl1)

o

3B1, 3C1)

4B1, Lc3)

5c2, 6CL)

7Dk, TFL)

1286, 16E9)

e B

2A1, 2Bl1)

2D1, 2El)

RN T e

3B1, 3C1)

L4B1, L4C3)

502, 6Ck)
7Dk, TF4)

1286, 16E9)

o e

2A1, 2B1)

2D1, 2E1)

99

100

101

102

103

1oL

105

106

107

108

109

110

il

112

11k

a5






38.

39.

L.

L2,

§3.
Lh,
bs.
L6,
.

49,
50.
5L,
52.
53.
5k,

56.
57.
58,
59.

Subassembly Outlet Temperatures

LIST OF FIGURES (continued)

i Al e RS R R S

Subassembly Outlet Temperatures

(Uiane 1968) L ie wibdh

Subassembly Outlet Temperatures

(T ile - S R s S e i P
Subassembly Outlet Temperatures

(o=t e 5o R A o e S |

Subassembly Outlet Temperatures (9Eh 1286, 16E9)
(e 106B Y sa % v 2 oo Y 3 e
Primary Purification System Performance

Primary
Primary
Primary
Primary
Primary
Primary
Primary

Primary

Purification System Performance
Purification System Performance
Purification System Performance
Purification System Performance
Purification System Performance
Cover Gas Activity (April 1968)
Cover Gas Activity (May 1968)

»
Cover Gas Activity (June 1968)

(7A3, 7D4, TFL)

(eF1, 3B1, 3C1)

(3F1, L4B1, LC3)

(Lr3, s5c2, 6CkL)

(April 1968)
(May 1968)

(June 1968)
(April 1968)
(May 1968) .
(June 1968)

O T

Secondary Sodium Pump Performance (April 1968) . . .

Secondary Sodium Pump Performance (May 1968) . . .

Secondary Sodium Pump Performance (June 1968) .

Steam Generator Performance (April 1968) .

Steam Generator Performance (May 1968) .

Steam Generator Performance (June 1968)

Steam Conditions (April 1968) . .

Steam Conditions (May 1968) . . . . .

116

17

118

119

120
121
122
123
124
125
126
127
128
129
130
131
132
133
134
135
136
137






60.
61.
62.
€3.
6k,
65.

66.

67.

68.
69.
T0.
gt
T2.

Tl

75.

76.

e

78.

79.

LIST OF FIGURES (continued)

Steam Conditions (June 1968) . . .
Turbine Generator System Performance .
Power Cycle Streams, pH (April 1968)
Power Cycle Streams, pH (May 1968) . .
Power Cycle Streams, pH (June 1968)

Hydrazine and Oxygen in Feedwater

(70 isgaito o] ) BRI Re ES e T

Hydrazine and Oxygen in Feedwater and Heater No. 2

(May 1968) . . .

Hydrazine and Oxygen in Feedwater and Heater No.

(June 1968)

Condenser Cooling Water pH and Cr0) (April 1968)
Condenser Coocling Water pH and C,0), (May 1968) .

Condenser Cooling Water pH and CrO) (June 1968)

Chromate Reduction (May 1968)
Chromate Reduction (June 1968) .

EBR-II Loading Pattern, Run 27E
(From 4/7/68 to 4/11/68)

EBR-II Loading Pattern, Run 27F
(From 4/13/68 to 4/16/68)

EBR-II Loading Pattern, Run 27G
(From 4/17/68 to 4/19/68)

EBR-II Loading Pattern, Run 27H
(From 4/25/68 to 5/2/68)

EBR-II Loading Pattern, Run 27I
(Premes/3/68 o5 /6/68) 5. . .

EBR-II Loading Pattern, Run 28A
(From 5/9/68 to 5/13/68)

EBR-II Loading Pattern, Run 28B
(From 5/15/68 to 5/27/68) . .

Page
138
153
1ko
11

1k2

143

14k

145
146
147
148
149

150

L5

152

153

154

155

156

157



- ; £



LIST OF FIGURES (continued)

Page

80. EBR-II Loading Pattern, Run 28C
(R e (EBR O IS BB il s o ek e s e e elieR sl 158

81. EBR-II Loading Pattern, Run 29A
(iiverille /05 BBt 7/5 (B8 ) ol i o e 5w e s e e et et : 159

b i






I. Operations
A. Summary

The reactor was operated during this quarter to complete Runs 27D
through 27I and Runs 28A, 28B, and 28C. Run 29A was in progress at the end
of the quarter. The large number of short runs was required to identify
the subassembly releasing fission-product rare gases. The experimental sub-
assemblies were removed in groups until the fission-product level in the
cover gas showed no further increases; then the most suspect of these subas-
semblies (X028) was returned to the core and an increase in activity occurred.
The defective subassembly was thus identified. Run 29A was the first step in
returning the natural-uranium inner blanket to the reactor. Integrated power
in this quarter was 1928 MwWdt.

Fission-product rare-gas releases occurred during reactor operation
on April 6, 12, 16, 19, and May 6. Releases were also observed after a pri-
mary-pump flow reduction, a pump shutdown immediately following reactor shut-
down, and during the initial removal of experiment X028 from the core. In-
creases in cover-gas activity ranged from a factor of 2 to a factor of 1ho.
The reactor was shut down immediately after each release.

The power reactivity decrement was measured early in each run and
found to vary between 41.3 and 47.5 Ih for the power increase from O to 45 MW,
A reduced-flow constant-AT experiment was performed during Run 28A.

Reactor kinetics experiments were conducted in Runs 28A, 28B, and 28C.
The experiments included rod-drop tests from various power levels, and oper-
ation at sustained power without manual adjustment of controls at various
power levels and flows. These tests were aimed at determining the effects of
ceramic-fueled experimental subassemblies on the feedback function, and at
determining whether correlations of various reactor conditions with power-
level variations could be defined.

»

An experimental high-worth control rod containing a natural boron fol-
lower was inserted into the No. 5 control-rod position. Its total calibrated
reactivity worth was found to be 178 Ih, a gain of approximately L4O Ih over a
standard control-rod subassembly in that position., The experimental control-
rod subassembly was replaced with a standard control-rod subassembly after
calibration was completed.

Returning the reactor to a depleted-uranium inner blanket in place of
stainless steel was scheduled to be accomplished in three steps. Step one,
Run 29A, consisted of establishing a reference loading with stainless steel
subassemblies in Rows 7 and 8. For Run 29B, Row-7 stainless steel subassem-
blies were to be replaced by uranium subassemblies, and for Run 29C, the same
was to be done in Row 8.

Prior to Run 29A the oscillator rod was removed and a standard control
rod was installed in its place. Rotating-plug seals were cleaned.



B.
DATE

4/1/68

L/2/68
L/L/68

1/6/68

L/7/68

14/8/68

4/9/68

L/10/68

4/11/68

L/12/68

Chronology of Principal Events

EVENT

Reactor power at 45 MW for Run 27D to try to identify @ }eak-
ing experimental subassembly. Run 27D scheduled to continue
for a Run-27 total of 750 MWd or until a fission gas release
is observed.

Primary purification system shut down and frozen because of
a suspected leak in primary plugging loop.

Leak found in the bellows on the throttle valve in the pri-
mary plugging loop.

Reactor power 45 MW. High-count-rate alarm received from
the charged wire monitor, Reactor shut down. Large in-
creases in Xe-133 and Xe-135 activity and slight increase

in reactor-building air activity noted. Subassemblies B-372,
B-373, X012, X015, XOl7, and C-2138 removed. Subassemblies
C-2070, C-2060, C-2066, C-2065, A-739, and A-733 installed.

Reactor made critical, then shut down to make reactivity

adjustment. Reactor started up for Run 27E and control rods
calibrated.

Power coefficient measurements initiated from 50 kW to 45 MW
in 5-MW increments, Reactor scram caused by control mal-
function in primary pump No. 2. Reactor restarted.

Reactor scram from 10 MW, possibly caused by low reference
voltage in clutch of primary pump No. 2. Special recorders
installed on primary pumps Nos. 1 and 2 to check for cause
of scrams. Reactor restarted and power increased.

Reactor power 45 MW. Power reactivity decrement (PRD) mea-
sured from 50 kW to, 45 MW. Primary purification test in

Progress, Bellows leak repaired in the primary-pl: ing-
throttle valve. T

Reactor scram from 45 MW caused by "Reactor . )
Core Inlet Pressure 1 or 2 Rate of Change", Igigzagzglang a
tube in the MV/T circuit. Gas samples taken With ppd e
pumps at 100% flew and reactor shut down indicatdd Privase
fission gas release, °c & probanie

Unrestricted fuel handling started. Experime

: & . nt
X034 installed in core position 2-F-1, Heatup 2; Su?assembly
rification system in progress. Primary pu-



B. Chronology of Principal Events (continued)

DATE EVENT

4/13/68 Unrestricted fuel handling completed. Subassemblies X019,
' X020, X027, X032, and A-813 removed and replaced with
d B-371, B-373, C-2009, A-789, and X035. Reactor started up
and control-rod calibrations begun. Reactor scram caused
by low flow at reactor coolant outlet.

L/14/68 Reactor restarted. Power coefficient data obtained from
50 kW to 45 MW. Primary purification system in service,

4/15/68 Reactor scram caused by shorted instrument slide wire.
Primary flow reduced and slight fission-gas release indi-
cated. Reactor kept shut down for fuel handling. Subas-
sembly X010 removed and replaced with subassembly A-813.
XG02 also removed.,

4/17/68 Subassembly A-748 installed in place of XGO2. Subassem-
blies XGO3, XGO4, X033, and X031 removed and replaced by
A-735, A-T799, C-2062, and B-385. Reactor started up and
operated at 50 kW. Reactor scrammed by voltage dip on in-
s coming power lines.

M/18/68 Reactor restarted and PRD measured for Run 27G. Flow es-
i tablished in primary purification bypass; cold trap being
heated.,

4/19/68 Reactor power 45 MW, Primary purification system shut down
because of low vacuum in surge tank. Slow increase seen on
the FGM. Gas sample taken and the reactor shut down on
confirmation of a large gass release. Reactor building tem-
porarily on limited access.

4/20/68 Primary purification system still shut down. Subassemblies
B-363, B-374, B-385, X028, and X029 removed and replaced
with A-723, A-785, A-787, C-2068, and C-2071. Increase in
blanket gas activity noted during transfer of subassembly
X028 from core to basket.

/21 /68% Administrative approval for power operation awaited.

L/22/68% Primary purification system heated up. Nitrogen level re-
duced in primary blanket-gas system by purging with argon.

I Li/23/68*% Flow. through bypass in primary purification system established.
W

*Administrative appréval for power operation awaited.



B, Chronology of Principal Events (continued)

DATE EVENT

L/2L/68% Primary purification system in operation with flow through
cold trap. Test completed of interconnecting duch for cool-
ing exhaust system of thimble cooling shield. Timed rod
drops from 14. in. with and without air assist completed.

L/25/68% Additional drop tests on comtrol rods Nos. 1, 4 5, 6, 7>
9, 10, and 11 performed without air assist. Reactor started.
Power 50 kW. Reactor scrammed due to primary pump No. 2.

/26 /68% Reactor restarted and calibration of control rods begun.
Reactor shut down for work on primary-pump flow instruments.
Reactor at 500 kW and rod drops started. Approval to go to
power in accordance with the plan of action received. 5-MW
power level attained.

L/27/68 Purge on primary gas blanket secured. Reactor operated at
5 MW for 10 hours then shut down for gas sample. Reactor
started up again. Gas samples taken and PRD measurements
made from 50 kW to 45 MW.

L4/28/68 PRD measurements completed for Run 27H; value of 38 Ih ob-
tained. Reactor operation continued at 45 MW.
L/30/68 Reactor power 45 MW. Secondary cold trap put in operation.
5/2/68 Reactor power 45 MW. Power reduced for PRD data and reduced-

flow test. Reactor scram caused by "Bulk Sodium Temperature
High" while doing reduced-flow test. Secondary cold trap
shut down. Subassemblies C-2068, A-723, and A-788 removed
from core and replaced with X028, B-386, and B-384, Signifi-

cant increase in gas activity noted when X028 replaced in core
and primary pumps started,

5/3/68 Reactor started up and held at low
tion of rod No. 5.
45 MW in Run 27I.

power for period calibra-
FRD measurements begun from 50 kW to

5/4/68 PRD measurements completed for Run 2
2 “ TI. Operati i
at 45 MW to confirm X028 as the leaking suEaEZZ;gEyCOntlnued
5/5/68 Reactor power 45 MW.
5/6/68 Reactor power 45 MW. Alarm received from

(FGM). Reactor shut down, ending Run 27. F;zzzzz Gas_M°nit°r
temporarily on limited access. Unrestricted fuelrhbull§1n8
begun. Subassemblies B-385 and C-2071 removed i andling
with A-788 and X029 * replaced



B. Chronology of Principal Events (continued)

DATE EVENT
5/7/68 Subassemblies C-2070, C-2062, A-798, A-733, and X028 removed,
L and C-2010, C-2012, B-374, B-395, and C-2068 installed. In-

crease in gas activity noted when removing X028. Primary
purification system in operation. Unrestricted fuel handling
continued. Subassemblies C-2034, C-2057, B-362, A-821, B-36kL,
; C-2033, and C-2037 removed from the core and replaced with
£ C-206k4, Cc-2049, B-372, X038, B-384, C-2129, and C-2070.

5/8/68 Fuel handling continued. Source (S0-1920) removed from pos-
ition 8-A-4., Unrestricted fuel handling completed. Subas-
semblies C-2058, C-2026, A-814, c-2040, B-367, B-361, B-365,

] L-457, C-2056, and S-604 removed. Subassemblies C-2130,

% C-2120, X037, C-2062, B-390, B-302, B-395, L-498, C-2058, and
S-613 installed. Biweekly interlock check sheets and startup
check sheets completed, Thimble removed and new preamp in-
stalled on channel No. 3. Check sheets completed and safety

{ rods raised for startup.

* 5/9/68 Reactor started for Run 28A. Rods Nos. 5 and 10 period cal-
ibrated. All other rods intercompared. PRD measurements
started. Drift tests at 15 and 25 MW performed.

5/10/68 PRD measurements continued and reduced-flow test conducted
" at 22.5 MW. Stainless steel rod drops performed. Reactor
power lowered to 2 MW for work on cooling fan of level indi-
cator for secondary surge tank. Reactor power raised to

xl 22.5 MW for drift test at 58% primary-system flow.
1
; 5/11/68 Drift test at 22.5 MW, 58%4flow completed. Power increased
to 45 MW, 100% flow. Reactor operation at 45 MW continued.
5/12/68 Reactor power 45 MW.
i 5/13/68 Reactor power 45 MW, Reactor power lowered to PRD measure-
= ments and rod drops. PRD measured Reactor
shut down.
5/14/68 Preamp on channel No. 3 replaced. Channel No. 3 repaired.

Unrestricted fuel handling begun. Subassemblies A-813,
C-2065, and A-799 removed. Subassemblies X010, C-2166, and
XGOY4 installed.

5/15/68 Unrestricted fuel handling completed. Subassemblies B-373,
o A-787, B-371, A-TL48, C-2132, C-2064, A-789, A-735, and L-453
| removed. Subassemblies X020, X031, X019, XGo2, C-2136,
C-2165, X032, XG0O3, and T-500A installed. Reactor started
up and operated at 50 kW for calibration of special control



B. Chronology of Principal Events (continued)

__DATE EVENT
5/15/68 rod T-500A. Reactor shut down because of further problems
(contd. ) with channel No. 3. New preamp and detector installed on

channel No. 3. Subassembly T-500A removed from core and
L-453 installed. Reactor restarted. Rod drops at 500 kW
conducted. Power lowered to 50 kW to period calibrate rods
Nos. 5 and 10.

5/17/68 All control rods intercalibrated. Power coefficient mea-
sured from 50 kW to 45 MW. PRD for Run 28B measured,

5/18/68 Reacteor power 45 MW,

5/20/68 Reactcr power 45 MW, Power lowered to 41.5 MW for rod-drop

tests. Power lowered to 22.5 MW for reduced-flow test.
Power lowered to 50 kW for work on core-subassembly outlet
temperatures on ADL. ADL problems corrected.

5/21/68 Power increased to 10 MW. Power lowered to 50 kW for work
on feedwater heater No, 2. Power raised to 45 MW. PRD
measured. Secondary cold trap put in operation.

5/22/68 Reactor power 45 MW, Power reduced to 22.5 MW, and flow
lowered for reduced-flow test. Rod drops with the stain-
less steel contrcl rod performed. Drift test run. Power
increased to 45 MW,

5/23/68 Reactor power 45 MW, Power lowered to 42.5 MW for drift

test. Reactor shut down because of a steam leak on No. 4
feedwater heater.

5/24/68 Leak on No. 4 heater repaired. Interlock check sheets com-
pleted. Reactor started up and power increased to 45 MW.
Power lowered to 22.5 MW for rod drops and drift test.
Reactor power returned to 45 MW,

5/25/68 Reactor power 45 MW,

i Power reduced to 42.5 MW for drift
est.

Reactor power raised to 45 M.

5/26/68 Reactor power 45 My,

Power coefficient measure
from 45 MW to 500 kw, ments started

5/27/68 P?D measurements completed. Reactor shut down for fuel hand
l1ng.. Secondary cold trap shut down. Unrestricteg fuel e
handling completed. Subassemblies C-2012, C-2007 C-28
C-2008, C-2006, and C-2009 Temoved from core. P s
X012, XAOB, X015, X83, X017, and X027 installed, po olies
cleaning cf large-plug seal started. .
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B.

DATE

5/28/68

5/29/68

5/30/68

5/31/68
6/3/68

6/14/68

6/5/68
6/6/68
6/7/68

6/11/68

6/14/68

6/15/68

6/16/68

Chronology of Principal Events (continued)

EVENT

Cleaning of large-plug seal completed. New Cerrotru added
to large-plug seal trough. Timed control-rod drops started.

Timed rod drops completed. Reactor power 50 kW for period
calibration of rods Nos.“5 and 10. All other rods inter=-
compared. Reactor scram caused by defective latch switch
on No. 10 controcl rod. Rod calibrations completed and power
coefficient measurements from 50 kW to 45 MW started.

PRD measurements for Run 29C completed. Reactor power 45 MW.
Scram caused by low flow at reactor ccolant cutlet. Reactor
restarted and power raised teo U5 MW,

Reactor power 45 MW, Primary flow perturbation investigated.

Reactor power 45 MW, Power reduced toc 22.5 MW for constant-
AT experiment. Reactor power returned to 45 M.

Reactor power 45 MW. Power reduced to 41.5 MW for rod-drop
tests. Power lowered to 22.5 MW and then to 500 kW. Rod
drops completed. Power raised to 25 MW for drift test.

Drift test at 25 MW completed. Reactor power increased to
45 MW,

Reactor power 45 MW, Reactor power lowered to 42.5 MW for
drift test. Reactor power returned to 45 MW,

Reactor power L5 MW, Thimble detector and cable temperature
test in progress.

Reactor power 45 MW, Thimble detector and cable temperature
test continuing. O0l1d Dowtherm drained from secondary-cold-
trap system and replaced with new Dowtherm.

Reactur power 45 MW. Power reduced to 42.5 MW for drift
test, then raised to 45 MW. Reactor power decreased for PRD
measurements from 45 MW to 50 kW.

Decreasing PRD measured. Reactor shut dewn for fuel hazdling.
Subassemblies C-2047, C-2062, X035, C-2124, C-2061, C-20L45,
X022, C-2133, and C-2041 removed. Subassemblies C-291, C-2110,
A-831, C-2155, C-2164, C-2038, A-821, and C-2163 installed.

Unrestricted fuel handling completed. Subassemblies XO38,
C-204k, X026, C-2048, X031, B-382, X037, C-2043, C-2130



B.

DATE

6/16/68
(contd. )

6/17/68

6/18/68

6/19/68

6/20/68

6/21/68

6/22/68

6/23/68

6/2l/68

Chronology of Principal Events (continued)

EVENT

€-2120, L-451, and L-453 removed., Subassemblies 0=2162;
A-837, C-2072, A-813, C-2065, A-T23, B-3030, A-81k4, c-2154,
C-2062, C-2061, L-L460, and L-461 installed. Cleaning of
large-plug seal trcugh started.

Cleaning of large-plug seal trough completed. Most of small-
plug seal trough cleaned. Oscillator rod jaws operated for
checkout. Oscillator drive secticn removed for inspection
of bellows. Rod No. 3 jaw-driver operation also checked.
Cocldown of primary system started for removal of oscillator
rcd, Purge started of primary blanket-gas system to reduce
nitrogen concentraticn.

Primary bulk sodium cccled to 580°F for oscillator rod re-
moval. Primary purification system shut down for work on new
chemistry loop. Secondary cold trap placed in operation.

Oscillator rod removal ccntinued. FERD and FGM systems out
of service for instrument maintenance.

Oscillatcr rod removed from core position 5-A-3 and sent to
the Fuel Cycle Facility. Subassembly L-499 installed in core

position 5-A-3, Secondary cold trap shut down. Installation
of drive assembly for No. 8 control rod in progress.

Primary tank heatup to TOO°F started.

Biweekly and monthly
interleck checks completed.

FERD and FGM systems in service.

Prcblems with platform encountered while in fuel handling se-
quence "A". Fuel handling suspended pending investigation.
Platform mechanical interlocks found damaged. Fuel handling
continued while damage repaired. Purge to primary tank se-
cured. Subassembly C-2050 removed from core position 3-F-2

and C-2064 installed. Also, X900 remcved frc iti
a 3 1 cm core po on
7-A-4 and A-T766 installed. s

Subassemblies A-804, X010, A-805, A-766, L-L450. S- b
c-2042, B-386, B-369, C-2052, axnd B~366,rem03ea.s gﬁs;szeizo’
blies X900, A-80L, X010, A-805, L-459, S-61k4, B-3035, C-2006
B-3033, B-3034, C-2156, and B-3032 installed, Subas;embl' ,
A-804, X010, A-805 were relccated. Large-plug seal-t "
cleaning started. » e

Large-plug seal-trough cleaning continued Pri

g titiruea. ima: ank =
perature 700°F. Primary purification system heatzg B o o
added tc large- and small-plug seal troughs. - UOTEETEN

SR e—



B.

DATE

6/25/68

6/26/68

6/27/68

6/28/68

6/29/68
6/30/68

Chronology of Principal Events (continued)

EVENT

Cleaning of large-plug seal trough completed. Primary pu-
rification system placed in operation. Timed rod drops
started for monthly interlock checks.

Timed rod drops completed. Reactor started for Run 29A.
Rod No. 1 period calibrated. Rods Nos. 5 and 10 period
calibrated and all others intercompared.

Rod calibrations completed. Primary purification system
shut down and frozen for replacement of cold trap. Reactor
kinetics experiments started.

Reactor operations continued for reference data in prepara-
tion for replacing the stainless steel blanket in Rows 7
and 8.

Experimental program continued.

Removal of Row-7 stainless steel blanket subassemblies in
progress. Primary purification system shut down for cold-
trap removal. Experimental subassembly X028 identified as
the leaking subassembly.
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C. Production Summary

First Second
Quarter  Quarter

Third
Quarter

a) Electrical Mwh
Generated L721 11,538

b) Possible Electrical MWh
(hr x 14.5 MWe) 32,076 32,016

c¢) Plant Capacity
Factor Electrical (%) uil} il 36.04

d) Thermal Mwh
Produced 19,473 39,541

e) Possible Thermal MWh
(hr x 45 MWt) 99, 360 99, 360

f) Plant Capacity
Factor Thermal (%) 19.60 39.76

g) Reactor Critical
Time (hr) 697 1169

h) Reactor Standby
Time (hr) 0 0

i) Reactor Availability
Factor (%) 31.57 52.94

j) Time Lost Due to
Secondary Sodium or
Steam System (hr) 24 216

k) Plant Availability
Factor (%) - Operating
Days/Days for Period 30.48 43.16

3713

31,320

11,85

13,825

97,200

14,22

498.7

23.1

312.0

22.3

F;urth
Quarter
12,919
31,668
L0.79
46,273
98,280
47.03
1380.0

120.0

72.3k4

29.67

Total

FY lg§8

32,891

127,020

25.89

119,112

394,200

30.22

37hk.7

120.0

Lh,11

552

31.38



C. Production Summary (continued)

Reduced Power and Shutdown Explanations

Full Power Days

Reduced Power Days

4/5
/7

L/11
4/15
L/17

L/26
5/2

5/10

5/17
5/29

6/3
6/15
6/26

L/9

4/19

1/28

5/3
5/12

5/27
5/30

6/6

6/30

Fission Product Release Shutdown

Control Rod Calibration, Power Coefficient,
and Kinetics Experiments

Scram - Primary Pump Control, and Fission
Product Gas Release

Scram - Inadvertent Instrument Ground,
and Fission Product Gas Release

Power Coefficient Experiments and Fission
Product Gas Release

Power Coefficient Experiments

Fission Product Gas Release and Fuel
Replacement

Control Rod Calibration, Power Coeificient,
and Kinetics Experiments
»

Control Rod Calibration and lower Coefficient

Control Rod Calibration, Power CoefTficient,
and Kinetics Experiments

Constant AT and Kinetics Experiments
Power Coefficient Experiments

Control Rod Calibration, Power Coefficient,
and Kinetics Experiments

o

11

24
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C. Production Summary (continued)

Reduced Power and Shutdown Explanations (continued)

Shutdown Days

W6 -
4/11 - 4/13
L/16 -

L/20 -

L/21 - L/25
5/5 - 5/8
5/14 - 5/16
5/28 -

6/16 - 6/25

Fuel Replacement Because of Fission Product
Gas Release

Fuel Replacement Because of Fission Product
Gas Release

Fuel Replacement Because of Fission Product
Gas Release

Fuel Replacement Because of Fission Product
Gas Release

Administrative Approval Awaited

Fuel Replacement Because of Fission Product
Gas Release

Fuel Replacement Because of Fission Product
Gas Release

Fuel Replacement Because of Fission Product
Gas Release and Cleaning of Rotating-Plug
Seal Trough

Spent Fuel Replacements, Oscillator Removed,
Experiments Returned to Reactor

10

29



R e

D. Plant Performance

13

Graphs and tables are presented as in previous reports.
1. Power Production

The reactor operated for a total of 1928 MWdt this quarter.
Operating history data are given in Tables I, II, and ITI. Figures 1, 2,
and 3 are graphs of the data for "reactor on" time and "generator on" time.
Figures 4, 5, and 6 are graphs of cumulative thermal enérgy and cumulative
electrical energy. The summary of scrams from power is given in Table IV.

Figures 7, 8, and 9 are graphs of reactor inlet temperature
(bulk sodium temperature), reactor outlet temperature, and reactor power.

2. Primary System
a. Primary Pumps

Figures 10 through 21 are graphs of clutch current, gener-
ator power, speed, and flow for the main primary pumps. Flow perturbations
caused by malfunctioning of primary pump No. 2 are not visible in the graphs
because of the short duration of the perturbations. Except for these per-
turbations, operation of the pumps was normal.

b. Primary Auxiliary Pump

The auxiliary pump ran continuously throughout the quarter
and with no indication of abnormal performance.

c., Coolant Temperatures

Figures 22 through 42 are ggaphs of subassembly outlet tem-
perature as a function of time. The average outlet temperature at 45 MW
for each run is given in Table V.

Changes in subassembly outlet temperature at 45 MW were at-
tributed to loading changes. During the runs, temperatures maintained the
same relation to power and flow, within the limits of measuring accuracy.

For core position L-B-1, the L45-Mw temperature had been
892°F during Run 27D. The special subassembly containing 17 pins with 70%-
enriched fuel was removed and a standard driver subassembly was installed
for Run 27E. The 7°F reduction to 885°F (3% reduction in temperature rise)
is less than the 10% reduction in power production in the subassembly. Upper-
plenum heat-transfer effects account for this difference. In core position
L-c-3, experiment X017 was replaced with a standard driver subassembly, and
the subassembly outlet temperature changed from 815°F to 869°F, Power-pro-
duction and flow-rate differences caused this change.




TABLE I

OPERATING HISTORY DATA

April 1968
Cumulative Cumulative Cumulative
Reactor Cumulative Gross Gross Gross Gross Generator Generator Thermal Power
Critical (Critical Thermal Thermal Electrical Electrical on on Range
Date Time Time Energy Energy Energy Energy Time Time Max. Min.
Hr Hr MWt MWt MWe MWe Hr He MW MW
1 ok 1195h.9 1080 387886 313 100697 2l 7858.6 15 15
o ol 11978.9 1080 388966 3T 101014 24 7882.6 45 45
B ok 12002.9 1080 390046 310 101324 2k 7906.6 45 45
L ol 12026.9 1080 391126 312 101636 2k 7930.6 L5 45
5 ol 12050.9 1079 392205 312 101948 23 7953.6 L5 45
6 5 12055.9 181 392386 L3 101991 - 7957.6 L5 0
7 7 12062.9 0 392386 0 101991 0 7957.6 0.05 0
8 *™9.5 12082. 4 170 392556 8 101999 3 7960.6 25 0
9 11 12093. L 103 392659 5 10200k 3 7963.6 25 0
10 ol 12117.4 1020 393679 300 102304 2k 7987.6 L5 25
it 19.3 12136.7 866 394545 27 102575 909 8006.9 L5 0
12 0 12136.7 0 394545 0 102575 0 8006.9 0 0
13 b 12147.7 0 394545 0 102575 0 8006.9 0.05 0
1L 23 12170.7 472 395017 111 102686 1k 8020.9 45 0
15 2k 121947 1080 396097 314 103000 2k 80k4k.9 45 L5
16 2 12196.7 T 39617k 27 103027 2 8046.9 L5 0
17 : 12199.7 0 39617k 0 103027 0 8046.9 0.05 0
18 2k 12223.7 608 396782 160 103187 16 8062.9 45 0
19 12.4 12236.1 562 39734k 163 103350 12 807k.9 L5 0
20 0 12236.1 0 397344 0 103350 0 8074.9 0 0
21 0 12236.1 0 397344 0 103350 0 807k4.9 0
22 0 12236.1 0 397344 0 103350 0 8074.9 0 0
23 0 12236.1 0 397344 0 103350 0 8074.9 0 0
ol 0 12236.1 0 3973k44 0 103350 0 807k4.9 0 0
25 i 12240.1 0 3973L44 0 103350 0 8074.9 0.05 0
26 18 12258,1 13 397357 0 103350 0 8074.9 0
i 23 12281.1 352 397709 35 103385 L 8078.9 Lo 0
28 23 12303'1 iggg gggggh ggg 103685 23 8101.9 45 Lo
12328. 10, 2
gg gﬁ 12_3,52. 1 1080 40090k 319 101%219:? 24 Sllﬁg g ﬁg 45

T



TABLE II "
OPERATING HISTORY DATA ’
|
May 1968 ‘
Cumulative Cumulative Cumulative
Reactor Cumulative Gross Gross Gross Gross Generator Generator Thermal Power ;
Critical Critical Thermal Thermal Electrical Electrical on on Range b
Date Time Time Energy Energy Energy Energy Time Time Max. Min ‘L
Hr Hr Mt Mt Mie Me Hr Hr MW MW {
1 oL 12376.1 1080 401984 318 104635 2k 8173.9 L5 45 "
2 10 12386.1 313 Lo2297 102 104737 10 8183.9 L5 0 b
3 8 12394.1 39 402336 0 104737 0 8183.9 15 0 =
L 24 12418.1 931 403267 275 105012 22 8205.9 45 15
5 24 12k12.1 1080 LoL3h7 112 105124 9 821k4.9 L5 L5
6 6 12448.1 251 LoL598 L 105195 5.6 8220.5 L5 0
i 0 12448.1 0 Loks598 0 105195 0 8220.5 0 0
8 0 12448.1 0 Loks598 0 105195 0 8220.5 0 0
9 22 12470.1 167 Lok765 0 105195 0 8220.5 25 0
10 24 12494.1 694 Losk459 199 105394 17 8237.5 4.5 2
1k 24 125181 1023 Lo6L482 293 105687 2k 8261.5 45 2275
alz 2k 12542.1 1080 Lo7562 336 106023 2l 8285.5 L5 L5
13 21.3 12563.4 728 408290 208 106231 17 8302.5 L5 0
1L 0 12563. 4 0 408290 0 106231 0 8302.5 0 0
15 6 12569. k4 0 Lo8290 0 106231 0 8302.5 0.05 0
16 8 12577.4 0 408290 0 106231 0 8302.5 0.05 0
7 24 12601.4 498 L0o8788 139 106370 10. L4 8312.9 45 0.05
18 2k 12625, 4 1080 409868 318 106688 2k 8336.9 45 45
19 2k 12649.4 1015 410883 282 106970 2 8359.9 L5 10
20 24 12673. 4 631 L1151k 169 107139 18 8377.9 L5 .05
21 24 12697. 4 108 L11622 23 107162 2 8379.9 L5 0.05
22 23 12720.4 763 412385 200 107362 19 8398.9 L5 0
23 16 12736. 4 626 413011 185 107547 15 8413.9 L5 0
a4 16 la7se. L 458 413469 130 107677 12 8425.9 45 0
25 24 12776. 4 1045 Liks1h 296 107973 2L 8L449.9 L5 275
26 24 12800, 4 1004 415518 283 108256 2k 8473.9 45 20
27 4,2 12804.6 33 IEE5]. 2 108258 0.3 8LTh.2 20 0
28 0 12804.6 0 415551 0 108258 0 8L7kL.2 0 0
29 14 12818.6 31 415582 0 108258 0 847k, 2 10 0
30 25 12840.1 600 416182 163 108421 B 8489.7 45 0
31 24 12864.1 1080 L17262 319 108740 2L 8513.7 45 45 &




TABLE IIT

OPERATING HISTORY DATA

June 1968
Cumulative Cumulative Cumulative
Reactor Cumulative Gross Gross Gross Gross Generator Generator Thermal Power
Critical Critical Thermal Thermal Electrical Electrical on on Range
Date Time Time Energy Energy Energy Energy Time Time Max. Min.
e Hr MWt MWt Mwe Mwe Hr Hr MW MW
=5 2k 12888.1 1080 4183k2 319 109059 2L 8537.7 45 L5
2 ok 12912.1 1080 Ligk22 319 109378 2k 8561.7 45 45
3 ol 12936.1 792 L2021k 228 109606 2k 8585.7 45 22.5
L 20 12958.1 596 420810 166 109772 5 8600.7 L5 0
5 2L 12982.1 1004 421814 272 110044 24 862L.7 45 25
z N 13006.1 1067 422881 315 110359 2k 8648.7 L5 42,5
7 ol 13030.1 1080 423961 330 110689 2k 8672.7 L5 45
RN 13054.1 1080 Lasok1 330 111019 2k 869%.7 U5 45
9 ol 13078.1 1080 L6121 332 L1551 2k 8720.7 45 45
10 2k 13102.1 1080 k27201 343 111694 2k 87uk.7 45 45
11 ol 13126.1 1074 428275 3ko 112034 2L 8768.7 45 37.5
12 ok 13150.1 1080 429355 3k2 112376 2k 8792.7 45 L5
13 ol 13071 1080 430435 352 112728 24 8816.7 45 45
1k ok 13198.1 1059 43149k 325 113053 2k 8840.7 45 Lo
15 8 13206.1 122 431616 38 113091 i 88k, 7 40 0
16 0 13206.1 0 431616 0 113091 0 88Lk. 7 0 0
17 0 13206.1 0 431616 0 113091 0 884k, 7 0 0
18 0 13206.1 0 431616 0 113091 0 88LL. 7 0 0
19 0 13206.1 0 431616 0 113091 0 88Lk.7 0 0
20 0 13206.1 0 431616 0 113091 0 88LL., 7 0 0
21 0 13206.1 0 431616 0 113091 0 88lk, 7 0 0
20 0 13206.1 0 431616 0 113091 0 88Lk4. 7 0 0
23 0 13206.1 0 431616 0 113091 0 88Lk4. 7 0 0
ol 0 13206.1 0 431616 0 113091 0 884k, 7 0 0
25 0 13206.1 0 431616 0 113091 0 88LL.7 0 0
26 12 13218.1 g 431617 0 113091 0 88L4L.7 0.5 0
21 2k 132k2.1 75 431792 16 113107 3 8847.7  22.5 0.05
28 2k 13266.1 L83 432275 8 113115 1 3848 . b
29 20 13286.1 S5e 432483 26 113141 s e 7 1.5 10
ol 13310.1 433079 162 113303 19 8870.'"; gg 2.05

9T
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TABLE IV

SUMMARY OF SCRAMS FROM POWER

(April 1, 1968 through June 30, 1968)

Power
Date Time Level Trip Remarks Time _ Date
4/8/68 1304 28 MW Primary Pump No. 2 i 1706 4/8/68
L/9/68 0015 10 MW No Annunciation 2 1540  L4/9/68
4/16/68 o01lk2 L5 MW Low Primary Flow 2 - -—--
5/2/68 0937 22.5 MW  Bulk Sodium High 3 -— -—--
Temperature
5/22/68 0650 22.5 MW Reactor Coolant High i 0855 5/22/68
Pressure No. 2 Low Flow
5/30/68 1429 L5 MW Reactor Coolant Outlet 5 1920 5/30/68
Low Flow
6/29/68 1555 5 MW Earthquake 6 2052 6/29/68

Reference voltage failure in primary-pump control circuit.

Special recorders on primary pump No., 2 indicated a flow decrease. A
later evaluation showed this to be the cause of the scram.

Inadvertent trip during checking of flow recorder. Reactor remained
shut down for fuel handling because of fission-product gas release fol-
lowing the scram.

During reduced-flow tests, trip levels were not adjusted to account for
this special operating condition.

The suspected cause of this scram was a momentary open circuit in a
slide wire of the temperature compensating circuit for flow measure-
ment. A design change is under consideration in which the slide wire
would be replaced by fixed resistance steps.

The scram is suspected to have been caused by a momentary poor contact
in the electrical circuit. The fact that there was no earthquake was
verified with other autorities. Relay contacts in the detector were
cleaned. A tremor was reported by Dugway Proving Grounds seismograph at
1544 on this date with a center located 250 miles north. This tremor
was reported as a low-intensity tremor with a Richter number of two (2)
There is no explanation for the time difference (if the two events were.
related) or why such a low intensity would upset the system.



c. Coolant Temperatures (continued)

SUBASSEMBLY OUTLET TEMPERATURES AT 45 MW

TABLE V

18
Core Run
Position 2
1-A-1 825
2=A-1 827
2-B-1 8oL
2-C-1 826
2-D-1 800
2-E-1 818
2-F-1 769
2ipa) 854
3-C-1 843
3-F-1 811
L-B-1 885
4-c-3 869
4-F-3 8L2
5-0-2 842
6-C-1t 860
7-A-3 831
7-D-L 726
T-F=l Thl
9-E-4 8L2
12-E-6 813
16-E-9 811

*Plotted data in Figure 41 about 8°F lower.
be caused by an error in the measuring syste

ues low.

Run
27F
82k
825
806
826
802
822
820
856
843
828
88k
873
8Ll
8LT
864
832
726
748
838
812
811

(Temperature

Run
208
827
830
810
828
799
826
820
856
843
833
885
871
8h6
8lL2
852
834
728
T
8Lk
819
825

oF)

Run
27H
823
826
808
825
800

822

814

852

8Lo
828
881
868
8h1
8L0
856
832
728

Thl

8Lk

820

820

Run
28A
825
82k
814
825
806
830
822
845
8h2
836
884
il
843
863
850
826
728
L5
8Lo
818
818

Run
288
825
823
823
827
810
830
820
848
8Lo
836
897
789
8L4
861
849
827
735%
750
846
820
820

15t
750
843
823
822

The difference is pe)jeyved to
m which makes the Plotted val-
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c. Coolant Temperatures (continued)

At the beginning of Run 27F the half driver in core position
2-F-1 was replaced with experimental subassembly X034%. This loading change
accounts for the change in temperature from 769° to 820°F measured above
position 2-F-1. This loading change also caused an increase from 8112 to
828°F in position 3-F-1, owing to the reduction in cooling of the thermo-
couple by coolant coming from position 2-F-1.

Loading changes prior to Run 28A included substitution of
a half driver in place of a full driver in core position L-c-3. The outlet
temperature was reduced to 791°F, which is a 45,8% reduction in temperature
rise compared with the ~50% reduction in power generation. This change also
reduced the temperature for position 6-C-4, A reverse loading change occur-
red in position 4-C-2, where a half driver was replaced by a full driver.
This caused the measured temperature for position 5-C-2 to increase from 840°
to 863°F. Upper-plenum heat transfer caused the Row-4 flow to affect tem-
peratures measured above Rows 5 and 6.

A special subassembly containing 37 pins with 70%-enriched
fuel was installed in position 4-B-1 at the start of Run 28A. This caused
an increase of about 32.5% in power production in this core position, com-
pared with a 7.1% increase in temperature rise. Again, upper-plenum heat
transfer is believed to be the primary cause of this difference.

In core position 4-C-3, experiment XOl7 replaced a half
driver at the beginning of Run 28C. A low flow rate for the experiment
caused a higher outlet temperature.

A mathematical model is being developed for computing sub-
assembly outlet temperatures. The model takes into account heat-transfer
effects in the upper plenum and radial heat transfer between subassemblies
in addition to subassembly flow and power generation. The model will be ;
checked against data from completed reactor power runs.

d. Primary Sodium Chemistry

1) Primary Sodium Sampling

Table VI lists the primary sodium samples taken duri
urin,
the quarter, the type of sample container, and the intended analysis. .

2) Primary Purification System

Figures 43 through 48 show purification

system pe -
mance for each monthoof>the quarter. The primary plugging teiperatﬁrzfgz-
mained less than 255 F during the quarter. The Pplugging temperature is not
measured below 225°F because of the proximity to the freezing point of sodium
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3) Primary-Sodium Impurity Analysis

Results from analyses of primary sodium samples are
listed in the following tables:

Table VII, Trace Metals in Primary Sodium

Table VIII, Radionuclides in Primary Sodium

Table IX, Carbon, Oxygen, and Hydrogen in Primary Sodium
Table X, Tritium in Primary Sodium

e. Primary-System Cover-Gas Analysis

Table XI lists high, low, and average values of hydrogen and
nitrogen in the primary-system cover gas for each week of the quarter. Data
are taken from the continuous gas chromatograph.

Grab samples of primary cover gas are taken at least once
per shift when the reactor is operating and the samples are analyzed for
radioisotopes. Figures 49, 50, and 51 show Xe-133, Xe-135, and A-41 activity
levels for each month of the quarter. Except for fission-gas releases from
fuel, which are noted on the figures, the xenon activities result from fission

of uranium contamination on fuel element surfaces. Argon activity results
from neutron activation of the argon cover gas.

3. Secondary System

a. Secondary Sodium Pump

< Figures 52 through 54 show the secondary-sodium flow and the
po‘geg supplied to the pump. No significant change in pump performance was
noted.

b. Secondary Sodium Chemistry

1) Secondary Sodium Sampling

Table XII lists the secondary sodium type
container, and the intended analysis. 7 e E

2) Secondary Purification System

Table XIII shows purification system

quarter. Table XIV shows the plugging temperature of thepzziorma.nce fo? the
for each shift. The plugging temperature is not measured belonda-rygsoch\m
of the proximity to the freezing point of sodium. oW 225°F because



= Daned
4/3/68

4/6/68

4/19/68
L/23/68
/2468
4/24/68
L/25/68
4/30/68

4/30/68
L/30/68
5/2/68
5/6/68
5/9/68
5/9/68
5/9/68

5/14/68
5/14/68
5/14/68
5/17/68
5/28/68
5/28/68
5/28/68

TABLE VI

PRIMARY SODIUM SAMPLES

Container
Quartz Beaker
Quartz Beaker
Quartz Beaker
Quartz Beaker
Quartz Beaker
1-in. Al Tube
Quartz Beaker

Tantalum Crucible

Quartz Beaker
Extrusion Vessel
Quartz Beaker

Quartz Beaker

Quartz Beakei

Quartz and Ni Beakers

1/2-in. SS Tube

Quartz Beaker
Quartz Beaker
1-in. Al Tube
Quartz Beaker
Quartz Beaker
Quartz Beaker

1/2-in. Ni Tube

Al

Analysis
Activity
Activity
Activity
Activity
Activity
Historical
Activity
Test of Lab
Distillation
Equipment
Cyanide
Carbon
Activity
Activity
Activity
Activity

Oxygen,
Hydrogen

Cyanide
Activity
Historical
Trace Metals
Sn, Bi
Activity

Oxygen
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Date

6/3/68
6/3/68
6/3/68
6/3/68
6/11/68
6/11/68
6/11/68
6/26/68

6/26/68
6/26/68

TABLE VI (continued)

Container

1/2-in. Ni Tube

Quartz Beaker
Quartz Beaker

Tantalum Crucible

Quartz Beaker
Tantalum Crucible

" l=in. Al*Tube
Two Special Containers

Extrusion Vessel

Quartz Beaker




Date Co

5/17/68 <0.2
5/28/68
6/26/68 <0.5

_Date
1/6/68
L/23/68
L/25/68
5/2/68
5/6/68
5/9/68
5/14/68
5/28/68

6/3/68
7/16/68

TABLE VII

TRACE METALS IN PRIMARY SODIUM

Mn Ni Fe

<0.06 <0.2

<@.13 <0.6 <0.6

Date
5/17/68
5/28/68
6/26/68

TABLE VIII

Cu Mg
<03
<0.3 0.14
Sn Po
16.0 10,2
20.0
19.3 Tk

RADIONUCLIDES IN PRIMARY SODIUM

(uCi/g)
Cs-137
1.6 x 1072
1.6 x 10-2
1.6 x 102
1.5 x 102
1.6 x 10-2
l.6.x 102
6% Yo
1.6 x 10°2

1.5 x 10=2
1.k x 1072

2.0 x 10-3
g3 w0
9.7 % 1073
2030 108
3.9 xi1073
3.2 x 10=3
1.9 x 1073
6.5 x 1074

3.9 x 10k
2.2 lO-u

Bi Cu
22T
Q1sh
TS <2
Ag ca
<0.k4
<0.2
I-153
8.3 x 103

23
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TABLE IX
CARBON, OXYGEN, AND HYDROGEN IN PRIMARY SODIUM: ; . :
bate  gesbon RO Oygent  Hydrogen
3/5/68 22
4/30/68 3.3 £1.2
6/3/68 10

6/26/68 k.1 0.k

*0Oxygen contamination is suspected since the plugging

was < 225°F. *
TABLE X
TRITIUM IN PRIMARY SODIUM
"~ (pCi/ec)
Date H=3

3/7/63% < 150

25%0

11/1k/67 1840

2/5/68 1740

*Historical Samples



Date
Week Ending

4/8/68

14/16/68

L/23/68

14/30/68

5/7/68

5/14/68

5/21/68

5/28/68

6/4/68

6/11/68

6/18/68

6/25/68

PRIMARY-SYSTEM COVER-GAS ANALYSIS

TABLE XI

Gas

H
No

> (ppm)

(ppm)
(ppm)
(ppm)
(ppm)
(ppm)
(ppm)
(ppm)
(ppm)
(ppm)
(ppm)
(ppm)
(ppm)
(ppm)
(ppm)
(ppm)
(ppm)
(ppm)
(ppm)

(ppm)

> (ppm)

(ppm)

(ppm)

(ppm)

High*

1

no

5,600
22l
9,800
8l

2k, 000
36

8, 400
64
5,600
112
6,800
112
6800
12
10,800
108
11,000
SF)
8,200
164
8,000

120
5700+

Low

4,000

5,300

8,700

2,400

2,800

2,800

1400
0
5,200
0
7,600
0
6,800

o

6,600
2

2,900

25

Average

L, 700

7,500

11,800

l4, 800

L4, 000
12

4, 000
12
5600
in
6,800
8
8,800
in
7,200
6
7,400
28

3,600

- EI i Epess
% High hydrogen concentrations occurred coincident with fue
ing operations.
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_Date
4/1/68
4/5/68
4/15/68
14/15/68
L/23/68
5/10/68
5/14/68
5/14/68
5/15/68
5/15/68
5/20/68
6/1/68
6/1/68
6/5/68
6/5/68
6/6/68
6/11/68
6/12/68
6/12/68

6/13/68

6/14/68

TABLE XTI

SECONDARY SODIUM SAMPLES

Container
Quartz Beaker
Quartz Beaker
Extrusion Vessel
1-in, Al Tube
Quartz Beaker
Quartz Beaker
Quartz Beaker
1-in. Al Tube
Quartz Beaker
1/2-in, Ni Tube
Quartz Beaker
Extrusion Vessel
1/2-in. Ni Tube
Quartz Beaker
1-in. Al Tube
Quartz Beaker
Quartz Beaker
Quartz Beaker

Al Crucible

Tantalum Crucible

Tantalum Crucible

Analysis
Trace Metals
Activity
Carbon
Historical
Emission Spec.
Trace Metals
Cyanide
Historical
Fmission Spec.
Oxygen, Hydrogen
Activity
Carbon,
Oxygen, Hydrogen
Trace Metals
Historical
Trace Metals
Emission Spec.
Activity

Test of Lab
Distillation
Equipment
Test of Lab
Distillation
Equipment
Test of lLab

Distillation
Equipment



Date

5/1/68

5/2/68

5/22/68

5/23/68

6/18/68

6/19/68

TABLE XIII

SECONDARY- SODIUM PURIFICATION-SYSTEM PERFORMANCE

Time
0030
0430
0830
1230
1630
2030

0030
0430
0830

0030
0430
0830
1230
1630
2030

0030
0430
0830
1230

0600
0630
1230
1630
2030

0830

Receive System
Pump Total Purification Diff,
Current Flow Flow Press.
(amps) (gpm) (gpm) (psia)
22.0 20.5 b 9.0
22.0 20.0 7.0 9.5
22.0 19.0 6.5 9.k4
22.0 19.0 ) 9.7
22.5 19.0 a5 AT
22.0 19.0 7.5 9.7
22.0 19.0 7.0 9.60
22.0 19.0 10 9.65
22.0 18.0 720 9.70
22.0 20.0 6.5 9.25
el 20.0 695 9.20
22.6 20.0 8.8 10.0
22.5 19.0 8.0 9.8
22,3 20.0 7.8 9.95
£2.3 20.0 =3 9.65
22.5 20.0 7.8 9.70
22.h4 20.0 7.3 9.75
22.3 20.0 7.5 9.70
22.4 20.0 iles 9.70
21.6 20.0 55 8.6
21.6 20.0 7 8.6
21.6 20.0 75 9.7
21.7 20.0 7.6 9-9
01.8 20.0 Tl 9.9
22.5 20.0 oD 9.7



TABLE XIV

SECONDARY SODIUM PLUGGING TEMPERATURES

Shift ’
Date 1 2 3
L/1/68 all <225°F
4/2/68 <225°F <230°F 245°F
L/3/68 245 2L5 250
L/L/68 245 25 ---
4/5/68 235 240 240
L/6/68 260 230 230
4/7/68 <225 <230 260
L/8/68 225 235 -
4/9/68 225 ) =reS
L/10/68 2Lo 250 250
L/11/68 <225 2k4o 235
L/12/68 <225 230 —
4/13/68 2ko 25 2k4o
L/14/68 235 - 2ko
L4/15/68 <225 285 235
4/16/68 235 235 235
L/17/68 2h5 2o <225
4/18/68 230 2L <225
L/19-4/21/68 all <225°F
L/22/68 2hs5 245 250
4/23/68 2k5 2ks 230
L/2k/68 2L5 2L5 2o
L/25/68 245 250 250
L/26/68 250 255 250
L/27/68 255 230 245
L/28/68 250 245 245
4/29/68 270 2h5 250
L/30/68 265 270 275
5/1/68 «270 250 <225
5/2-5/5/68 all <225°F
5/6/68 235 235 24o
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TABLE XIV (continued)

Eidiate  « 1
5/7/68 250°F
,“,/ ;</’a‘{; 250
5/9/68 30

5/10/68
5/11/68
5/12/68 <225
5/13/68 230
5/1L/68 2ko
5/15/68 2ks5
5/16/68 2ko
5/17/68 e
5/18/68 2ko
5/19/68 245
5/20/68 ey
5/21/68 260
5/22/68 <225
5/23-5/29/68
5/30/68 =)
5/31/68 230
6/1/68 <225
6/2/68 250
6/3/68 260
6/14/68 250
6/5/68 250
6/6/68 2k5
6/7/68 2k5
6/8/68 235
6/9/68 260
6/10/68 265
6/11/68 260
6/12/68 265

6/13/68 275

Shift

&

240°T

22
230

250

c
225
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TABLE XTIV (continued)

Shift
Date il 2 3
6/14/68 2T0°F 280°F 265°F
6/15/68 273 2o 275
6/16/68 260 260 270
6/17/68 265 265 275
6/18/68 265 2ko 235
6/19-6/26/68 all <225°F
6/27/68 235 235 230
6/28/68 230 235 5
6/29/68 235 235 -
6/30/68 250 250 2k5

3) Secondary Sodium Impurity Analysis

Results from analyses of secondary sodium samples are
listed in the following tables:

Table XV, Trace Metals in Secondary Sodium
Table XVI, Radionuclides in Secondary Sodium

Table XVII, Carbon, Oxygen, and Hydrogen in Secondary
Sodium

c. Secondary-System Cover-Gas Analysis

Table XVIIT 1listS high, low, and average values of hydrogen
and nitrogen in the secondary-system cover gas for each month of the quarter.
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y TABLE XV

TRACE METALS IN SECONDARY SODIUM

(ppm)
Date  Cu Ni Co Mn Mg Bi _sn f2
L/1/68 gi5 <1.0°<0:8 o0.% 0.4
5/10/68 <. 3" <04 <0.2 <0.1 150 <0,57 3,00 11 ey
6/5/68y  <.3 <0.3 <0.2 <0.06 1.0 <0.3 <1.0 <1.0 <0.k
6/6/68

*Additional analyses are required to eliminate the
discrepancy in lead values.
TABLE XVI

RADIONUCLIDES IN SECONDARY SODIUM
(uCi/g)

Date Na-2U
L/5/68 3.1 x 207"
5/20/68 3.2 x 1072

-

6/12/68 20 MO

TABLE XVII

CARBON, OXYGEN, AND HYDROGEN IN SECONDARY

(ppm)
Date Carbon Oxygen Hydrogen
14/8/68 18
4/15/68 L.2
5/15/68 16 b7
6/4/68 5 9 2.2
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TABLE XVIII

SECONDARY-SYSTEM COVER-GAS ANALYSIS

Concentration
Dat (ppm)

Week Ending Gas High Low Avg.
L/8/68 H, o 0 0
N, 1700 1400 1550
L/16/68 Hp 0 0 0
Ny 1500 1200 1350
L/23/68 Hy 0 0 0
o 1900 1200 1600
4/30/68 Hy 8 0 3
No 1400 1000 1100
5/7/68 Hy 20 0 6
No 1600 1100 1400
5/14/68 H, 0 0 0
Ny 1400 1100 1300
5/21/68 H, 0 0 0
Np 1700 1100 1400
5/28/68 H, 0 0 0
Np 1600% 300 Loo
6/4/68 Hp 0 0 0
Np 300 300 300
6/11/68 Ho 0 0 0
o 300 300 300
6/18/68 Hp L 0 0
No » 500 300 350
6/25/68 Hp 0 0 0
Np 4oo 200 300

*On 5/22/68 a slight air leak in the sample line at a flange between the sodium
surge tank and the vapor trap was repaired.
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d. Performance of Intermediate Heat Exchanger and Steam Generator

1) Steam Generator Performance

Calculations have been made to determine the performance
at 45 MWt of the two parallel superheaters in the steam generating system.
The purpose of the analysis is to determine the superheater heat-transfer
coefficient so that any change in superheater performance can be determined
and so that the coefficient can be compared with the calculated design coef-
ficient. This comparison will determine the extent to which the present
design correlations allow prediction of the actual coefficient.

The performance of the heat-transfer equipment is expres-
sed by the overall heat-transfer coefficient. This may be determined by the
following relationship for a single-pass countercurrent heat exchanger:

X

i - %
Ao R toT]-_ ey Rl | b
or utilizing heat balances on both streams,
w ='%T' (I/We } T/wc) oo i; : tz ’ (@)
where
U = Overall heat-transfer coefficient, Btu/hr ft2°F,
Q = Heat load, Btu/hr,
A = Heat transfer area, fte,

T,t = Temperature, °F,
W,w = Flow rate, lbp/hr,
C,c = Specific heat, Btu/lbp°F,

and where the capital letters refer to the hot fluid, secondary sodium, while
the lower case letters refer to the cooler fluid, steam. Subscripts i and o
refer to the inlet and outlet conditions, respectively. In deriving equation
(1) it was assumed that the specific heat of steam and the overall yeat-.
transfer coefficient were constant. As the specific heat of steam is qu%te
temperature-dependent near the saturation temperature, Varying by approxi-
mately l%/°F, equation (1) cannot be used directly to ob?aln the overall heat-
transfer coefficient. Instead, it was necessary to consider the exchanger as
a number -of small units in which the temperature change of the fluid§ was rel-
atively small and to use equation (2) to calculate the temperatures in each
unit. Starting at the cold end of the exchanger, equation (2) was used to cal-
culate the hot-end temperatures of a unit which, in turn, were the cold end
temperatures for the next unit. This procedure was used until the total heat-
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1) ©Steam Generator Performance (continued)

transfer area of the exchanger was realized. The calculated 9verall heat-
transfer coefficient was obtained from the following correlations. For
the sodium on the shell side:

.6
N = 0.212 (Dgq Re Pr)° (3)
For the steam in the annular tubes:
Ma = 0.023 ReO-8 pr0+¥ (k)

The wall resistance was obtained from thermal conductivity data found in
the literature.

Table XIX presents the data used to evaluate the super-
heater performance. The temperature data for the exit sodium and steam
streams indicate that the heat load on the two parallel superheaters is not
equal. By using the measured temperatures for a heat balance and by uti-
lizing a mass balance, the flow rates to each unit were calculated, and are
shown in Table XIX. The calculated sodium flow differs by 8% in comparison
to assuming that each unit has equal flow. The calculated steam flow differs
by 20% in comparison to assuming that each unit has equal flow. Table XIX
also shows the heat balance for each unit based on the experimental data and
on the calculated flow distribution. The heat balance as based on the cal-
culated flow distribution indicates that the heat load on the units differs
by approximately 1/3.

By use of the calculated flow rates as well as assuming
equal flow in each unit, the heat-transfer coefficient was calculated from
equations (3) and (4) and used in equation (2) to obtain the fluid tempera-
ture at the hot end of the exchanger. The results are shown in Table XX.
The duty of the superheaters was overestimated by approximately 12%. The
heat-transfer coefficient had to be reduced by approximately 30% to allow
the calculated steam outlet temperature to match the experimental tempera-
ture. The percentage of resistance to heat transfer in the superheater is
given in Table XXI for three different parts of the exchanger. The sodium
stream resistance is a small fraction of the total resistance. Assuming
that the thermal conductivity of 2-1/4 Cr-1 Mo alloy steal is accurate, the
overprediction of the heat-transfer coefficient would be due to the steam
coefficient as related by equation (4). It appears that this correlation
overpredicts the actual heat transfer by about 50%. Assuming equal flow in
each unit, the calculated overall heat-transfer coefficient varied from 270
at the cold end of the exchanger to 215 Btu/hr ft2°F at the top of the un-
reinforced tube section. The reinforced tube section, at the sodium inlet
had a heat transfer coefficient of 1LY Btu/hr £t2°F. The actual coefficiegts
would be 0.69 of the calculated coefficients.

Graphs of steam generator performance i i ig-
e I 8 P are given in Fig



35
TABLE XIX
EBR-IT SUPERHEATERS
OPERATING DATA, HEAT BALANCE, AND CALCULATED FLOW DISTRIBUTION
L5-MWt REACTOR OPERATION
Measured Data (April 3, 1968) Superheater
716 Jakz Mixed Average
Sodium Flow Rate, Total, lby/hr 1.9 1o6
Sodium Temperature, In, °F 8277
Sodium Temperature, Out, °F 766.9 e 779
Steam Flow Rate, Total, lbm/hr f IS0 e J_O5
Steam Temperature, In, °F 577-9
Steam Temperature, Out, °F 790.3 793.9 791.9
Calculated Flow Distribution
; 6 6
Sodium Flow Rate, lbp/hr 1.06 x 10 0.89 x 10
Steam Flow Rate, lbp/hr 1.04 x 10° 0.70 x 10°
»
Heat Balance
; i 6 7 107
Sodium System, Btu/hr 1.97 x 10 1.36 x 10 3.33 x
Sodium System, MW 5.76 3.98 9.75
Steam System, Btu/hr 1.92 x 107 1.32 x 107 3.2k x 107

1bp = pounds mass
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TABLE XX

CALCULATED TEMPERATURES AT HOT END OF SUPERHEATERS
45-MWt REACTOR OPERATION

Superheater
710 T2 Mixed Average
Ty o Ty 5 Ty 5
Measured Temperatures (°F) 827.7 ' 790.3 BT 93 827.7 - oI5
Calculated Temperatures (°F)
No Fouling
a0 831550 w81 g 831.2. “Bzl.9 829.5 816.7
=075 826.4 791.0
X =063 826.5 793.9
X = 0.69 825.0 " ifgan

X = Heat Transfer Coefficient Multiplier
Ti = Sodium Inlet Temperature (°F)

to = Steam Outlet Temperature (°F)

TABLE XXI

RESISTANCE TO HEAT TRANSFER, PERCENT OF TEMPERATURE DROP
(No Fouling)

Regular Tubes Shock Tubes
Botfom  Top

Sodium Resistance d 6 L
Wall Resistance 33 26 38

Steam Resistance 60 68 58
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® 2) Intermediate Heat Exchanger Evaluation

Calculations were also made to determine the perfor-
mance of the EBR-II intermediate heat exchanger at a power level of 45 MWt.
The heat-transfer coefficient was determined to compare it with the design
coefficient and to determine any change in the coefficient with operating
time.

The experimental overall heat-transfer coefficient is
determined from equation (1) or (2) where the capital letters now refer to
the primary sodium and the lower-case letters refer to the secondary sodium.
The intermediate heat exchanger is a single-pass countercurrent heat ex-
changer with the primary sodium on the shell side and secondary sodium on
the tube side.

The calculated overall heat-transfer coefficient was
obtained from the individual conductances. The following equation was used
to obtain the conductance for the tube and shell fluids:

Nu = 0.625 (Re Pr)o'“ (5)

Equation (5) was correlated for heat transfer in tubes. Because of the lack
of reliable heat-transfer correlations for the unbaffled shell, it was, also
used for the shell fluid. The wall resistance was obtained from thermal
conductivity data for 304 stainless steel. No fouling of the heat transfer
surface was considered.

Table XXII gives the performance data of the interme-
diate heat exchanger. The calculated overall heat-transfer coefficient was
30 Btu/hr ft2°F. Using this coefficient and the measured temperature dif-
ference at the cold end of the exchanger, the calculated temperature differ-
ence at the hot end would be 1.8°F. The measured approach at the hot: end
was 2,9°F, which corresponds to a heat transfex coefficient of 1000 Btu/hr ft2°F.
Considering the errors inherent in measuring temperatures at this level, the
agreement between the measured and calculated coefficients is quite close.

4, Steam System

a, Pressure and Temperature

Figures 59 through 61 are graphs of the steam temperature
and pressure.

b, Turbine Generator System

The performance data for the turbine generator system are
given in Figure 61, 'The first half of 1968 is covered. The same limitations
given in the previous quarterly report are still present, Modification of
instrumentation is still under consideration.
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TABLE XXIT

EBR-II INTERMEDIATE HEAT EXCHANGER
45-MWt REACTOR OPERATION

PERFORMANCE DATA (MAY 10, 1968)

IN OUT
Temperatures
Primary Sodium, °F 832.9 705
Secondary Sodium, °F 582.9 832.9 (thermocouple)
830 (resistance
thermometer)
Flow Rates
Primary
gpm 8909
1b/hr 3.8k x 10°
Secondary
gpm k527
1b/hr 1.99 x 10°
Heat Balance
Primary, Btu/hr 1.50 x 108
Secondary, Btu/hr TGl 108
Heat-Transfer Coefficient
Experimental, Btu/hr ft2°F 1000
Calculated, Btu/hr £t2°F 1130
Tube Coefficient, Btu/hr f£t2°F 3630
Shell Coefficient, Btu/hr £t2°F 4700

Wall Coefficient, Btu/hr £t2°F IS
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c. Water Treatment

1) Steam System
: ¥ Averaged daily pH data from the power cycle streams are
plotted in Figures 62, 63, and 64. Hydrazine and dissolved oxygen content
of the No. 2 heater and the feedwater are shown in Figures 65, 66, and 67.
TABLE XXITI

POWER CYCLE STREAM ANALYSES

No., 2 Blowdown

Date ppm Condensate Heater Demin Feedwater Blowdown Steam
4/10/68  NHg 0.50 0.64 0 0.70 0,35 _ 20,56
L/30/68 NHg 0.32 0.38 0 D5l 0.25 ..0.38

5/1/68uz NHy L« 10435 0.52 0 0.58 0,32 0.52
L/29/68 cC1 0 0 0 0 0 0

Gl eie) el 0 0 0 0 0 0

E2/e8" ol 0 0 0 0 0 0

5/6/68 Cl 0 0 0 0 0 0
5/10/68 cC1 0 0 0 0 0 0
5/13/68 «CL 0 0 0 0 0 0
5/17/68 C1 0 0 0 0 0 0
5/03/68° €1 0 0 0 0 0 0
5/14/68  Fe .35 0.52 0 0.55 0.33  10.52
5/22/68 Fe 0,03 0.03 0 £0.05 >0.05 0
B/ED/EE Cu 0 0 0 0 0 0

2) Condenser Cooling Water

Averaged daily data from the condenser cooling water
are plotted in Figures 68, 69, and 70.

3) Chromate Reduction System

Averaged daily data from the chromate reduction system
are plotted in Figures 71 and 72. The system was operated for only a few
hours during the month of April and, therefore, no data for April are
presented.
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II. Fuel Management

Loading changes for Runs 27E through 27I were made for the purpose of
searching for the source of the fission gas leakage occurring in Run 27.

Loading changes for Run 28A were made to replace spent subassemblies.
Two new experimental subassemblies and three "cold line" surveillance sub-
assemblies were also installed.

Changes for Run 28B consisted of reinstalling eight experimental sub-
assemblies that were removed during Run 27 when they were suspected as pos-
sible sources of fission gas leakage. Two subassemblies containing 37 pins
each of 70%-enriched fuel were also installed in the reactor.

Loading changes for Run 28C consisted of reinstalling the remaining six
experimental subassemblies removed in Run 27.

Changes for Run 29A were made to replace spent subassemblies. Seven
subassemblies with high-silicon-content fuel were installed for surveillance.

A, Experimental Irradiations

Four new experimental subassemblies, X034, X035, X037, and X038,
were installed in the reactor. Four experimental subassemblies were removed
from the reactor: X022, X026, and X031 were removed because they had reached
terminal burnup; X028 was removed because it was the source of fission gas
leakage occurring during Run 27.

B. Subassembly Inventory

A total of 36 subassemblies were transferred to the Fuel Cycle Facil-
ity for examination, disassembly, and reprocessing. Thirty-eight subassem-
blies were transferred to the storage basket.

Ninety-seven subassemblies were available April 1, 1968, and 99 were
available on June 30, 1968.

C. Core Loading Changes

The reactor loading changes for Runs 278, 278, 27g, 27H, 27k, 2883
28B, 28C, and 29A are summarized in the tables that follow.

The letter prefix used in Subassembly numbering has the following
meaning:

A - Depleted-uranium inner-blanket subassembly
B - Row-6-type driver fuel subassembly

c - Driver fuel subassembly

L - Control-rod subassembly

S - Safety-rod subassembly

X - Experimental subassembly

OSR - Oscillator Rod

SO0 - Source
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. D. Subassembly Utilization

Calculated average utilization of the subassemblies removed before
Run 28 was 92% and 80% for those removed before Run 29. Average utiliza-
tion of the 31 spent subassemblies transferred to the Fuel Cycle Facility
(which included subassemblies removed before several past runs) was 75%.

TABLE XXIV

SUMMARY OF INSTALLATION AND REMOVAL OF EXPERIMENTS

Run 27E Run 27F Run 27G Run 2TH Run 271
Remove Remove Install Remove Remove Install
X012 X019 X034 X010 X028 X028
X015 X020 X035 XG0o2 X029
X017 X027 XG03
X032 XGoL
X033
X031
Run 28A Run 28B Run 28C Run 29A
Remove Install Install Install Remove
X028 X029 X010 X012 X035
X038 XGOu XA08 X022
X037 X020 X015 X026
X031 X033 X038
X019 X017 X031
XG02 Xo27 X037
X032
XG0O3



TABLE XXV

REACTOR LOADING CHANGES

Run 27E
Core
_Date Removed Position Installed
L/6/68 B-372 6-A-1 A-T739
4/6/68 B-373 6-B-1 A-TT3
4/6/68 X012 4-B-2 C-2070
L4/6/68 X015 h-p-2 C-2060
4/6/68 X017 4-C-3 C-2066
L/6/68 c-2138 4-B-1 C-2065
4/7/68 B-371 6-F-k A-T798
Run 27F
4/12/68 C-2009 2-F-1 X034
L/13/68 X019 6-D-2 Bl
L4/13/68 X020 6-B-5 B-373
4/13/68 X027 4-B-3 C-2009
L4/13/68 X032 6-F-1 A-789
4/13/68 A-813 7-B-L X035
Run 27G
L/16/68 X010 7-F-3 A-813
4/17/68 XG02 T=A-1 A-748
L/17/68 XGO3 7-D-1 A-T735
4/17/68 XGokL 7-B-1 A-T799
4/17/68 X033 5-E-2 C-2062
L/17/68 X031 6-C-1 B-385
Run 27H
4/20/68 B-363 6-C-5 A-T723
L/20/68 B-374 6-D-1 A-785
L/20/68 B-385 6-C-1 A-T787
L4/20/68 X028 4-D-3 C-2068

4/20/68 X029 4-E-3 C-2071



TABLE XXV (continued)

Run 271
Core

Date Removed Position Installed
5/2/68 C-2068 4-D-3 X028
5/2/68 A-723 6-C-5 B-386
5/2/68 A-788 6-E-1 B-38l4

Run 28A
5/6/68 B-38L4 6-E-1 A-788
5/6/68 C-2071 4-E-3 X029
5/7/68 C-2060 Y-p-2 C-2010
5/7/68 C-2070 4-B-2 c-2012
5/7/68 C-2006 e C-2060
5/7/68 C-2066 h-c-3 C-2006
5/7/68 €-2008 3-E-2 C-2066
5/7/68 C-2062 5-E-2 €-2008
5/7/68 A-798 6-F-k B-37k
5/7/68 A-T73 6-B-1 B-385
5/7/68 X028 4-D-3 C-2068
5/7/68 C-203k4 4-F-1 C-2064
5/7/68 C-2057 5-B-24 C-2049
5/7/68 B-362 6-B-2 B-372
5/7/68 A-821 7-C-5 X038
5/7/68 B-36L4 6-D-5 B-38L4
5/7/68 C-2033 4-D-1 c-2129
5/8/68 C-2037 5-B-4 €-2070
5/8/68 C-2058 5-F-k €-2130
5/8/68 c-2026 3-A-2 C-2120
5/8/68 A-814 7-C-3 X037
5/8/68 c-20k40 5-E-4 C-2062
5/8/68 B-367 6-F-5 B-390
5/8/68 B-361 6-F-2 B-392
5/8/68 B-365 6-E-5 B-395
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Date

5/8/68
5/8/68
5/8/68
5/8/68

5/11/68
5/14/68
5/14/68
5/15/68
5/15/68
5/15/68
5/15/68
5/15/68
5/15/68
5/15/68
5/15/68
5/15/68
5/16/68

5/27/68
5/27/68
5/27/68
5/27/68
5/27/68
5/27/68

TABLE XXV (continued)

Run 28A (continued)

Core

Removed Position
L-L57 5-E-3
C-2056 3-D-2
S-604 3=D-1
50-1920 8-A-4

Run 28B
A-813 7-F-3
C-2065 L4-B-1
A=T99 7-B-1
B-373 6-B-5
A-787 6-C-1
B-371 6-D-2
A-748 7-A-1
c-2132 3-B-1
C-2064 4-F-1
A-T789 6-F-1
A-T735 7-D-1
L-453 5-F-1.
T-500A 5-F-1
Run 28C

C-2012 4-B-2
C-2007 L-F-2
C-2010 b
C-2008 5-E-2
C-2006 i o]
C-2009 4-B-3

L-498
C-2058
$-613

X010
Cc-2166
XGOk4
X020
X031
X019
XG02
c-2136
C-2165
X032
XGO3
T-500A
L-453

X012
XA08
X015
X033
X017
X027
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TABLE XXV (continued)

Run 29A
Core

Date Removed Position Installed
6/15/68 C-20k47 3-Cc-2 C-291
6/15/68 C-2062 5-E-4 €-2110
6/15/68 X035 7-B-k A-831
6/15/68 c-212L4 3-B-2 C-2155
6/15/68 C-2061 5-D-4 C-2164
6/15/68 C-20U5 2-E-1 C-2038
6/15/68 X022 7-C-L A-821
6/15/68 c-2133 3-c-1 C-2163
6/16/68 Cc-20k41 1-A-1 c-2162
6/16/68 X038 7-C-5 A-837
6/16/68 C-20Lk 2-c-1 c-2072
6/16/68 X026 7-D-5 A-813
6/16/68 c-2048 3-E-1 C-2065
6/16/68 X031 6-C-1 A-T23
6/16/68 B-382 6-A-3 B-3030
6/16/68 X037 7-C-3 A-814
6/16/68 c-2043 2-A-1 C-2154
6/16/68 €-2130 5-F-U C-2062
6/16/68 €-2120 3-a-2" C-2061
6/16/68 L-451 5-E-1 L-460
6/16/68 L-453 5-F-1 L-461
6/20/68 OSR-#2 5-A-3 L-499
6/22/68 C-2050 3-F-2 C-206k4
6/23/68 X900 7-A-L A-T66
6/23/68 A-80k 7-E-1 X900
6/23/68 ' X010 7-F-3 A-80k
6/23/68 A-805 7-F-1 X010
6/23/68 A-T66 7-A-L A-805
6/23/68 1-450 5-C-1 L-459
6/23/68 5-606 3-A-1 §-61k
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Date

6/23/68
6/23/68
6/23/68
6/23/68
6/23/68
6/23/68

TABLE XXV (continued)

Run 29A (continued)

Core
Removed Position
B-370 6-F-3
C-2042 L-p-3
B-368 6-B-3
B-369 6-E-3
C-2052 5-A-2
B-366 6-A-k

TABLE XXVI

Installed

B-3035
C-2006
B-3033
B-3034
c-2156
B-3032

SUBASSEMBLIES RECEIVED FROM FUEL CYCLE FACILITY

Date

4/L/68
L/17/68
4/18/68
L4/24/68
L/25/68
5/13/68
5/13/68
5/13/68
5/20/68
5/21/68
5/23/68
5/24/68
5/27/68
5/21/68

S{A No.
5-613

B-384

B-386

C-2010
Cc-2012
C-2166
C-2165
T-500A
C-2154
Cc-2162
C-2163
Cc-2164
g=ats
C-2155

Date S/A No.
5/28/68 B-3030
6/13/68 L-460
6/13/68 L-461
6/14/68 A-837
6/14/68 A-831
6/14/68 L-459
6/15/68 L-L499
6/18/68 S-614
6/21/68 B-3032
6/21/68 B-3033
6/21/68 B-3034
6/22/68 C-2156
6/22/68 B-3035



TABLE XXVII

EXPERIMENTAL SUBASSEMBLIES FROM FUEL CYCLE FACILITY

Date S{A No.
L/12/68 Xo3k
4/13/68 X035

5/L/68 X037

5/4/68 X038

TABLE XXVIII

EXPERIMENTAL SUBASSEMBLIES FROM FUEL CYCLE FACILITY COLD LINE

Date S/A No.
L/21/68 L-498
5/3/68 ¢-2129
5/14/68 €-2120
5/4/68 €-2130
5/4/68 B-390
5/4/68 B-392
5/14/68 B-395
5/28/68 B-3030

TABLE XXIX

EXPERIMENTAL SUBASSEMBLIES SENT TO FUEL CYCLE FACILITY

Date S/A No. Burnup

L/L/68 XGO5 7-17
5/28/68 X028 0.91
6/17/68 X022 ————
6/28/68 X026 =os



TABLE XXX

SUBASSEMBLIES TRANSFERRED TO FUEL CYCLE FACILITY

Maximum
Date S/A No. Burnup
4/10/68 B-354 0.996k
4/10/68 B-355 0.9967
4/11/68 B-357 0.9621
L4/12/68 B-358 0.9964
L/15/68 B-359 0.9622
4/16/68 c-2138 0.3310
4/18/68 B-352 0.5667
L/22/68 B-356 0.k4ok2
L/2k/68 B-360 0.7331
4/25/68 C-2003 0.6770
5/2/68 T-500A (x)
5/13/68 c-278 T2
5/13/68 B-363 1.08
5/15/68 B-364 A
5/16/68 B-361 1.1577
5/17/68 B-367 1.1581
5/20/68 Cc-2132 0.4991
5/20/68 B-365 1.1563
5/21/68 C-2037 0.8998
5/22/68 C-2056 1.0684
5/23/68 C-2057 0.9000
5/2k4/68 C-2033 0.9682
5/27/68 C-2026 1,1483
5/28/68 c-20k0 0,9000
6/3/68 C-2034 0.9683
6/4/68 L-kh7 0.6171
6/5/68 L-L457 0.9206
6/25/68 8-606 0.8363
6/26/68 c-2124 0.6769
6/27/68 c-2133 0.8347
6/27/68 Cc-2041 Tl
6/28/68 C-21k4 0.8677

(X) Special control rod calibration test only
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@ ITI. Reactor Physics
Table XXXI gives the per snt reactor varial -
- <y gLv e pertinent reactor variables for runs completed this
TABLE XXXI
PERTINENT REACTOR VARIABLES
Excess Reactivity Ot g
ontrol Rod* Controlling* t ;
Run Initial End of Run Bank Rod B Int;iii;ed*¥
No. (In) (Th) (D) (in.) (MWat)
27D 227 187 11.00 8.8 303
27E 215 205 11,25 85 90
27F 135 122 J2ees 9.6 68
27G 22k KK 11,00 .2 49
2TH 137 X¥¥ 12.50 8.3 206
ST, 183 XAk 11.50 T 96
28A 180 162 56 1.2 154
28B 223 166 1150 .9 303
28C 219 120 13,50 i 669

*At initial power
*¥At completion of run
*%*No measurement

A, Power Coefficient

The power-reactivity decrement was measured at the start of each
run. The values obtained are listed in Table XXXIT.

TABLE XXXIT

POWER-REACTIVITY DECREMENT (PRD)

Run U-235 No. of Core PRD
No. (kg) Subassemblies (Ih)
27D 206.5 90 Ll
2TE 201,7 87 47
2 20L,2 86 Lo
276G 207.4 86 k2
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TABLE XXXII (continued)

Run U-235 No. of Core PRD
No. (kg) Subassemblies {@iia]
27H 202.5 83 41
271 205.6 85 L5
28A 207.0 87 L4
288 205.2 89 L7
28¢ 2022 89 L7

The asbove data are normalized to the 11.00-in. rod-bank position,
and indicate the reactivity decrement in going from O to 45 MWt.

B. Constant AT Tests

When the power-reactivity decrement (PRD) is measured at two operat-
ing conditions which have the same sodium temperature rise, whatever differ-
ence in PRD is observed is due only to the difference in the temperature of
the fuel elements. This is so because bowing effects and rod-bank expansion
effects are dependent on the sodium temperature, which is the same in each
case.

In an effort to understand the fuel element contribution to the PRD,
and to ascertain whether this contribution varies substantially, a number of
constant AT measurements have been made since Run 25. The pair of conditions
for which constant AT comparisons are generally made are U41.7 MWt with full
flow and 22.5 MWt with 54% flow.

The difference in reactivity between these two conditions in several
previous runs is given in Table XXXIII. All values given there are subject
to an uncertainty which is probably at least * 1 Ih.

Most of the values taken at the beginnings of runs range from 7 to
9 Ih, but there is some evidence that these values tend to increase toward
the ends of runs.

TABLE XXXIIT

REACTIVITY CHANGE BETWEEN 41.7 MW, FULL FIOW
AND 22.5 MW, 54% FLOW

Run Measured Reactivity
No. Change (Th)

25 Tt

26A , 8.8

26B - start 113



TABLE XXXIII (continued)

Run Measured Reactivity
No. Change (Ih)

26B - end 118

26C 14.8

27c 7.0

2TH 10.1

28A 955

28B 9.0

28c 10. 4

IV. Experimental Irradiations

A. Experimental Subassembly Locations

Figures 73 through 81 show locations of all experimental subassem-
blies in the core during Runs 27E, 27F, 27G, 27H, 27I, 28A, 28B, 28C, and
29A, The figures also show locations of other special subassemblies, con-
trol and safety rods, and driver subassemblies.

B. Experimental Subassembly Contents and Exposure Status

Descriptions of experimental capsules and exposures in all exper-
imental subassemblies that have been resident in the reactor core to date
are given in Table XXXIV,

V. Systems Maintenance, Improvements, and Tests

A. Mechanical and Electrical

1. Large and Small Rotating-Plug Seals

After cleaning of the large and small rotating-plug seal
troughs, 244 1b and 262 1b, respectively, of seal alloy were added to the
troughs to restore proper levels.

2. Primary Sodium Purification System

A small gas leak was noticed which caused loss of vacuum in
the surge tank. The leak was found to be in the diaphragm of a pressure
transmitter. The pressure transmitter was replaced.

The vacuum line was found to be plugged and was also cleaned.

51



TABLE XXXIV

CAPSULES, FUEL - 288 MK-A SUMMARY OF CAPSULE IRRADIATIONS IN EBR-II
CAPSULES, MTLS.- 113 MK-A _IRRADIATED T0 6/30/68

CAPSULES, MTLS.- 70 MK-B-7 FUEL CAPSULES MATERIAL CAPSULES
CAPSULES, MTLS.- 38 MK-B-19 e

CAPSULES, FUEL - 37 MK-B-37 TYPE OF
CAPSULES, MTLS.- 18 MK-B-37 SAMPLE

TOTAL 564
NO, OF SUBASSY'S 39

RATES

STATUS
AS OF
FUEL
DESIGNAT|ON
POWER
GENERATION
KW/FT
MID - PLANE
o/o /Mwd X10%
STATUS
AS OF
6/30/68
MATERIAL
STATUS
AS OF
6/30/68

6/30/68

NO. OF CAPS &
NO OF CAPS &
DESIGNATION

suB
ASSEMBLY

NVT X 10722
TOTAL FLUX

GRID
LOCATION
MENTER (S)

GOAL
EXPOSURE

MW d

FINAL
EXPOSURE

Mwd

DATE
INSTALLED

DATE
REMOVED
BURST TEST

TENSILE

EXPERI—
CREEP RUPTURE

z
E3
a
z
>
x
z
z
E3
>
x
=
=

% BU(MAX)

B
B

XAO0L 6D2 14, 000 3,9%0 5-6-65 3-24-66| U-Pu-Fz 19- 2.7 2.0 |1.23 0.48

MK-A “c93

0
=1

c98

€99

100
c101
CaoL
CBO2
CBO3
CBOY

cDo2
cGo2
CGo3
cJoL
CMOL
LAO2
PAOL
PBO2
XGO1 ur2 | GE 700 361 5-6-65 5-23-65 | U0,-20Pug] 6- 16 s 5.78 |5.08 |o.22
MK-A F1A
F1B
F1C
F1D
F1E
F1F
GE 381 4

P1A 347 X
P1B | 347 X
MI1 | HAST-X

INCO-625
1-800 X
M2 | HAST-X

INCO-625
1-800 X

P

KG02 TAL GE 16, 700 15,039 | 7-16-65 U0,-Pu0, | 1- 5.3 2.10 3.2
*K-A FOE

603 7D1 GE 22,500 15,039 | 7-16-65 U0p-PUO, | 2- 5.3 |46 2,10 [1.94 3.2
K-A FOA
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TABLE XOX(IV (GON'T) ’

6/30/68

FUEL CAPSULES MATERIAL CAPSULES

TYPE OF
SAMPLE

P RATES
/30/68

AS OF

FUEL
POWER
GENERATION
KW/FT
MID - PLANE
a/o /Mwd X104
STATUS
AS OF
6/30/68
STATUS

MATERIAL

NO. OF CAPS &
DESIGNATION
DESIGNATION

sue

ASSEMBLY
NO OF CAPS &

GRID
LOCATION
TENSILE

NVT X 10722
TOTAL FLUX

EXPERI—
MENTER (S)
GOAL
EXPOSURE
MW d
FINAL
EXPOSURE
Mwd
DATE
INSTALLED
DATE
REMOVED
BURST TEST

MAX. | MIN. MAX. MIN.  |%BU(MAX)

CREEP RUPTURE

|
=
Q
2]

XGOk 42,000 hs,039 |7-16-65 U0,-Puo, [2- 5.3 | k6 [oao |f1.gk [E3.e
MK-A FOB
FOD

XGOS5 k2 | GE 13,750 | 12,640 9-3-65 3-6-68 [U0,-Pu0, |9- 15.5 |13.5 |6.10 | 5.u8 | 7.
MK-A FaC I2A  [1-800
FaD 12  [316 L
F2G L2E 347
F2H 126G 304
F20 21 321
F2R
E2T

=
w
i
=
3

244 24 4
]

ARTL 12,640 UC-PuC 3- 19.3 |18.8 |5.70 5.50 Te
HMV-5
( NMV-11)
SMV-2
o 12,640 U-15Pu-10Z¢ 2- 8.6 | 85 |5.27
NC-17
ND-2k

XG06 LE2 GE 20,600 9317 9-3-65 2-2Q-67 |UO,-Pu0, [12- 5.5 113.5 |6.10 5.48 5.7 B
MK-A F2A L=2'-K [I-800
F2B L-2'-M [316 L
F2E L-2'-0 [347
F2F L-2'-p 321
FaN L-2'-Q [304
F2P

F2q
F2s
F2u
Fow
F2Y
F2z

ANL 9317 -15Pu-102¢ 2- 9.2 |"8.6 |5.63 5.26 5P
NC-23
ND-23

LN

ke BT

v

BT
B

€5




TABLE XXXV (CoN'T) v
6/30/68
FUEL CAPSULES MATERIAL CAPSULES
N TYPE OF
° . z 9 e o SAMPLE 2 o
paoh (s e el KO SR " o B
< B W og b | . 20 < e < P « <« 0 O
o o g W v e -3 2 < E = 7 = B e
> z ) w w 2.8 o = E . & LT e tq ] o3 Ll o] MRS
o ° ] = © x Blg = w 8 e 6= i} o = o ol w © 2 ~ad
sosalia BulLines vl dia s ol diwasy e 0 R [ Slnuss . & e 95 8 & 2 i o|cl2|=
e Sé - 3¢9 2 223 |a<s 3 2 3z rD e 8 gg&nvvxno'“
< = iz S u Mwd z L max. | min. | max. | min. [%BuMAx) o 'g TOTAL FLUX
XAOT Lp3 ANL 18,600 7950 10-27-65 [12-5-66 |U-15Pu-92r|16- 9.4 | 8.2 |5.80 | 5.10 | k.60 3- 3.2
MK-A WD-25 As-9 V-20Ti X
ND-26 As-10 | HAST-X X
ND-27 As-11 304 X
ND-28
ND-29
ND-30
ND-31
ND-32
ND-33
ND-3k
ND-35
. ND-37
ND-39
ND-L1
ND-43
ND-Lk4
XA08 h] ANL 19,800 11,433  12-13-65 (Pu-U)C 8- 26.0 |17.2 |6.20 5.40 i 9- L2
MK-A HMV-1 As-1  |v-20Ti
HMV-1 As-2  |v-20mi X
HWMP-1 As-3  [HAST-X : 3
HAMV-1 As-L HAST-X X
NMP-2 As-5 304 X
NMV-4 As-6  |v-20Ti X
NMV-7 As-7  |HAST-X x
NMV-12 As-8 304 X
As-12  |V-20Ti X
[ GE 11,433 2 u.2
MI-3  |1-800 > i b
MT-k4 1-800 p e
1X009 La2 UNC 5,130 5355 3-24-66 11-14-66 |Puc-UC 3- 28.0 |19.6 |6.07 5.90 3.25
MK-A UNC-78
UNC-79
UNC-80
ANL 5355 PuC-UC 3- 27.0 |18.1 |6.17 | s.u0 | 3.30 3- 2.1
SMP-1 As-1k  |V-20Ti X
SMV-1 As-15 |V-20Ti X
VMV-1 As-27 304 X
ANL 5355 U0,-PuO, |2~ 16.5 <1545 4] 5.65 5.47 3.03
S0V-5
S0V-6
PNWL(ANL) 5355 Puo,-s/s  |2- 10.0 | 6.5 |6.55 | 6.55 | 3.40 b ooy
5P-13 A-1 304 2
Lp-1k Q-Z X %
v X
A~ X |x »




TABLE XXXIV (CON'T)

6/30/68
FUEL CAPSULES MATERIAL CAPSULES
8 S
52 8 TR o S g
pea x F - & -2 o w3 o & 2 e 5
. g R b ® 20 = a = = = Eld w
== 9] ] S« E a 3> = 2 < = = o - [ T,
% z @ w w o e E . g ez | . e8] o =% w Wlu ] ™
<] 2 w a z @ RS = [ ]
@ 2 = - B F©° d pr} TRE = By w ] e [T 2 — 8 =
o3 |2 E = & 223 SB-2 e ) £ 3 il s W ° e s S a 3 clef=
FRERS B U E ] Go X I T e 26?9 3 8 [3§ = o ¥ 2le|s [wrxoe
< 4 G % & & Mwd z £ max. [ min. | max. [ MIN. [%BuMax) L] & | ToTaL FLux
X009 GE 5355 3-24-66 11-14-66 s 2.1
(CONT. ) L-4-c 1316 X |x
MK-A L-4-D [316 %
x010 | 7F3 GE 19,600 11,870 | 3-24-66 U0,-Pu0,  [4- 8.6 | 7.7 [3.18 | 2.84 | 3.8
MK-A TF1 6-25-68 FOJ
FOK
FOL
FOM
ANL 11,870 A <
As-16  [V-20Ti X
As-17 [V-20Ti X
As-18 [V-20Ti X
As-19 [|HAST-X o
As-20 [V-20Ti X
304
HAST-X
As-21 |V-20Ti X
As-22  [304
As-23  [304
As-24 |30k
@ As-25 [304
As-26  [304
PNWL 11,870 4- <.l
A-3 304 ] [
A-L 304 X
A-7 304 x |x
A-8 304 X iz
X011 2F1 ANL 8,300 5745 5-9-66 6-28-67 0,-20Pu0,, | 7- 23 19.5 |6.47 6.15 37
MK-A = HOV-4
HOV-10
HOV-15
SOV-1
SOV-3
S0V-7
TVOV-1
&
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2. Primary Sodium Purification System (continued)

To aid in "trouble-shooting" the surge-tank vacuum and argon-
supply systems, a vacuum gauge was installed between the two arg?njgas -
syphon-break valves, This guage will provide a means for determining the
leak rate through the motorized, bellows-sealed gate valve (reference
Standard Maintenance Procedure No. 12).

The throttle valve bellows of the plugging indica?or failed.
The system was shut down and a rebuilt spare valve installed in accordance
with Standard Maintenance Procedure No. 25.

3. Fuel Unloading Machine

The drip catcher was cleaned several times and the rotating
port was cleaned twice. New "O" rings were installed once.

4, FUM Argon Cooling System

The vapor trap for the FUM argon cooling system was replaced
twice with a new unit., The plugged unit was cleaned and new mesh was
installed.

The subassembly heater burned out and a new heater was in-
stalled. The system pressure-gauge panel was lowered to provide access
for the new cable tray that is being installed as part of Plant Modifi-
cation No., 148.

Air in-leakage in the FUM argon system was reported when the
No. 1 interbuilding coffin (IBC) was used for fuel transfers. The Fuel
Cycle Facility was notified so that a leak-rate test could be run on the
No. 1 IBC, In addition, the coupling connections from the No. 1 IBC to
the argon system were checked for tightness, and the seat in valve "L"
was replaced.

5. Primary-Tank "W" Heaters

The W-4 heater was reconnected to the power supply after re-
placement of a burned-out heating element. The elements were meggered
and checked out at 3.4 to 5.0 megohms.

A reported argon gas leak in W-2 heater, resulted in discovery
.of a burned-out heating element. Attempts to stop the gas leakage have
not been successful. Apparently the leakage is through a hole burned in
the heater jacket. Replacement of the element should stop the leakage,
and a new element will be installed when plant conditions permit.

6. Transfer Arm
The clutch and handle for vertical movement of the transfer

arm were reworked. The clutch had been welded to make it a direct-drive
unit., The clutch was reworked, and*set to limit the force that can be
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6. Transfer Arm (continued)
applied to 100 1b. The handle attachment has been reworked into a heavier-
duty unit to prevent shearing of the linkage bolts. The shearing has been
a recurring problem.

7. Fission Gas Monitor (FGM)

A modified wire drive was installed (Plant Modification No. 191).
This modification consisted of replacing the O-ring belt drive with a chain
and sprockets.

The level-wind drive motor for the FGM take-up spool was replaced
because of stripped gears in the original unit.

Travel switches were adjusted on the wire level-wind reel to cor-
rect a wire knotting problem.

A leak developed in the diaphragm of the FGM pump. A new spare
pump was installed as a replacement.

8. Fuel Element Rupture Detector (FERD) Loop

New angle drives are being installed on the sample station valves
in the FERD loop. This will provide means for operating the valves in an
easily accessible location.

9. Reactor Cover Lock No. 3

Disassembly of the gear-box housing for replacement of an oil
seal was started. Several of the bolts were found to be badly galled and
disassembly was stopped until a longer shutdown could be scheduled. The
bolts that were removed because of galling were discarded and new bolts were
fabricated from "stress-proof" material. Yhe threads in the bolt holes were
dressed and the new bolts installed. Galling of the bolts was apparently
due to set screws that locked into the bolt threads. The set screws were
removed prior to attempting removal of the bolts, but the bolt threads were
already damaged.

10. Reactor-Building Freight Door

The annual leak-rate test on the reactor-building freight door
was satisfactorily completed. The leak rate was 1.8 ft3/2h hours (32°F,
36.2 psia).

11. Control-Rod Mechanical Interlocks

The No. 3 control-rod mechanical interlock was repaired. Later,
the mechanical platform interlocks on control-rod drives Nos. 3 and 9 were
damaged. Both interlocks were rebuilt.
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12. Mark-II Oscillator Rod

ved after sodium
The oscillator rod and drive assembly Wifioziggl rod was in%
was found in the tube above the bellows. A new spar
stalled in its place.

13. Small Steam By-Pass Valve VC-501-B
s sent to
Because of failure of this valve, the C:ﬁsojstSBigezgea that
Salt Lake City for inspection by the vendor. The Ztainless Cteel e il
the cage assembly material should be changed from B sscuhled: R
stellite. The new stellite cage assembly was recel ) p)

erationally checked.

14. Power-Plant General Maintenance

a. Control valves P5-VC-620, P5-VC-598A, and P5-VC-609 were

repaired and returned to service.

b. A new flange gasket was installed in PS-311A.

The seat and disk on P3-SV-676 was reconditioned.

d, PF-28 was replaced with a new valve.
The thrust bearing on the motor-driven feedwater pump was
inspected.

£, A number of steam traps were repaired and minor valves were

repacked.

15. Power-Plant Flanges

Visual inspection of all steam-system and feedwater-system
flanges was started. Any flanges that appear to have compressed-asbestos
gaskets for seals will be changed as plant conditions permit. All flanges
inspected have been given a designation and noted as to type of gasket.

16. Startup Feedwater Pump

The No. 1 and No. 3 suction valves on this pump were disassem-
bled and cleaned and new O-rings were installed. The No. 2 cylinder plunger
was repacked after 235 hours of running time on the old packing. This is a
major improvement for this pump. The relief valve for the startup feedwater

pump developed a leak past the seat. The valve was disassembled and the
seat and disk were refinished.

17. Turbine Feedwater Pump

Both flexitallic gaskets in the throttle stop valve of the
turbine-driven feedwater pump were replaced. The casing drain valYes‘on 3
the feedwater pump were relocated and replaced with new valves. Difficulties
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17, Turbine Feedwater Pump (continued)

were encountered in the removal of the pump drain valve. The connecting
piping to the valve had to be cut off, and a new welded nipple and valve
assembly was installed,

During operation of the pump, the manual trip plunger came
off, causing oil to be thrown out of the pump o0il system. The plunger
spring and spring retainer were modified by installing a roll pin. This
should prevent future loss of the spring.

18. Turbine-Generator Hydrogen System

The 10-1b regulator on the hydrogen manifold reducing station
was replaced with a model 4O-M regulator.

19. Feedwater Heater
8. Heater No. 2

Gaskets on the spray nozzles for the No. 2 heater were re-

placed after machining of the flanges in the machine shop. The units were

pressurized, leak checked, and placed in service,

b. Heater No. 4

A steam leak developed in a flange on the level control for

No. 4 heater. The leak was repaired by installing a flexitallic gasket as

a replacement for the original asbestos gasket.

The upper gauge glass valve on No. 4 heater was repacked.

20, Turbine-Driven Condensate Pump
=y

The outboard bearing on the turbine for the condensate pump was
reported to be running hot. The bearing was inspected and found to be in
excellent condition. The overheating was probably caused by excessive leak-
age past the shaft seal-rings. New rings were installed and no further dif-
ficulties have been encountered.

21. Acid Eductor System

An eductor and tubing system was installed to inject acid from
carboys into the cooling-tower suction bay.

22, Main Turbine-Generator Exciter

A terminal burned off in the generator-field loss-of-current
relay, causing the turbine to trip off the line. The apparent cause of the
failure was a connection that became loose because of a breakdown of the
mounting board. The terminal has been reworked to provide direct connections
that will not depend on the mounting board for maintaining tightness.
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22. Main Turbine-Generator Exciter (continued)

-resist-
:g failure, a low-resl
héfput leads. The exciter
X The low resistance
lators on the

During electrical checks required by t©
ance reading was detected on the exciter-armature 0.
was partially disassembled for inspection and cleaning.
was traced to a deposition of carbon ou the brush-holder 1nsu
exciter armature.
nsulated and the pole pieces

. S i re rei :
The bus bars in the exciter we been placed in

were removed and cleaned., The unit was reassembled and has
operation,

The commutator on the main generator e*citer was 1nsie§Z§:i:nd
cleaned, Four brushes were removed in order to bring the curren Y
closer to the manufacturer's recommendations.

23. Primary M-G Set Exciters

The coupling-end motor bearing for the No. 1 primary M-G set was

inspected. Some streaking of the shaft was found, but the bearing appeared
to be in good condition.

An inspection of the exciter commutators was conducted. The
commutators were cleaned and new brushes installed.

24, Secondary-Sodium Surge Tank

After installation of an argon "bleed-off" line (in accordance
with Plant Modification No. 194) it was found that sodium vapor caused plug-
ging in the flow indicator. Because of this plugging, a vapor trap was fab-
ricated, and was ins*talled between the flow indicator and the system tap-off

point.

Subsequen* plugging of the vapor trap caused loss of flow. The
trap was heated and the plugging cleared. A permanent heating arrangement
will be provided to improve the performance of this system.

25. Secondary-Sodium-System Chromatograph

An air leak in the argon system leading to the gas chromatograph
was found. This leak was located in the nozzle flange on the surge tank. A
temporary repair was made by sealing the flange joint with "RTV" sealing
compound.,

26. Secondary Dowtherm System

The Dowtherm was drained from the secondary Dowtherm system and
new Dowtherm was used to refill the system. Dow Chemical Company had recom-
mended that the Dowtherm be changed. Lab analysis of the old Dowtherm indi-
cated the fluid was not within specifications.
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27. U480-Voli Emergency Power System

During a power outage, the LOO-kW diesel generator breaker did
not "closein" properly. Two tests of the system were conducted but there
was no evidence of a malfunction. During the testing, a shunt trip coil
for the R-1B manual-feeder disconnect switch burned out, and it will be
replaced, This coil, however, was not related to the original 4OO-kW breaker
malfunction.

28. L480-Volt Main Switchgear

The breaker for the primary-tank immersion heaters (cubicle 5-C)
malfunctioned and would not "closein". The breaker was removed and checked
on the test stand but would not repeat the malfunction. The breaker was
cleaned and reinstalled.

B. Instrumentation and Control

1. Primary Coolant Pump Controls

While power was being leveled at 30 MWt early in April, a reac-
tor scram was caused by low-reference voltage for the clutch for the No., 2
primary-pump M-G set. The Sola voltage regulator for the control circuit
was changed because of a suspected malfunction. After a similar scram oc-
curred at 10 MWt following reactor restart, a wire with burned insulation
was found on the regulated-reference-voltage terminal strip. The wire had
apparently been shorting intermitftently to an adjacent connector and was the
probable cause of these scrams. The wire was replaced and the reactor was
made critical.

2. Nuclear Instrumentation

A series of trips was experienced during fuel reloading, with
channel No. 3 (a pulse channel) initiating%he trips. The problems were
identified as (a) a ground in the system, and (b) preamplifier and cable
problems in thimble JZ2.

The ground was found in thimble O4 on the signal cable for nu-
clear channel No., 9. The thimble insert was removed and the cables replaced.
The cables for channel No. 9 were found damaged by radiation. These cables
are standard RG/14QU PVC-jacket coax cables, Operation in the high gamma
field damages the FVC-jacket and eventually the jacket deteriorates, exposing
the shield and the shield grounds.

The RG/1L9U cable has been replaced with an Amphenol No. 421-010
(mechanical equivalent to RG/115A/U). The No. 421-010 cable has been exposed
to a radiation dose rate of 1 x 10® R/hr.
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2. Nuclear Instrumentation (continued)

a compensated ion chamber) ap-
jon level, 2 clo§e
eactor operation,

The connectors of the detector ( I
peared to be damaged also, but because of the radl?t
examination was not possible. Rather than compromise T
this detector was replaced with a new detector.

The preamplifier and cable problem encounte;ed :123032in2:1re_
No. 3 is a continuing problem which will be corrected w en tP
ceived for the installation of the new solid-state equipment.

3. Nuclear System Voltage Regulator

The output section of the voltage regulator fordn?Cleinghag-
nels Nos, 1, 4, 7, and 9 failed. The regulator was bypgsii oyt l:zedays
until spare parts were available. Repairs were made an e unit p.

back in service.

. Reactor Delta-Temperature Digital Readout

The mechanical register and slide-wire assemply failed on the
digital readout for reactor delta temperature. This unit had ?een sched-
uled for replacement at a later date. Because of the early f§119re, the
replacement unit was installed ahead of schedule. The new unit is a static
voltmeter using backlighted numerals, and integrated circuitry for analog-
to-digital conversion, The old unit will be repaired and used elsewhere in

the system where reliability is not a must.

5. Temperature Compensation in Total-Flow Instrumentation

A reactor scram occurred following a momentary drop in reactor
coolant total flow. The circuit terminations were thoroughly checked for
a loose or grounded terminal. No loose terminations were found. The tem-
perature-compensating slide-wire was checked visually and no fault was found.
A wiring harness containing leads between the slide-wire assembly and the
recorder terminal block is flexed each time the recorder is inspected. This
inspection occurs a minimum of once each 8-hour shift. Because of the num-
ber of times the harness is flexed, the wiring harness is a suspect in hav-
ing caused the reactor trip. The total-flow instrumentation was placed
back in service without automatic temperature compensation. For the balance
of this run, the flow will be manually compensated.

6. Primary-Coolant-Flow System

During Run 27 it was noted that the primary pump speed was down
in rpm from that previously indicated for 100% flow. To check for this defi-
ciency, the EM flowmeters were intercalibrated against the Foster flow tube
installed in the outlet piping. The flowmeters matched the Foster flow tube
and previous intercalibrations within + l%.
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7. Primary Flow Monitoring Equipment

Following a series of incidents, traceable to vacuum tube fail-
ures, with the primary-coolant-flow monitoring equipment, the vacuum-tube-
type millivolt-to-milliamp (MV/I) converters were removed and replaced by
static converters. The quality of vacuum tubes available from the various
manufacturers no longer appears to be as high as in the past. Vacuum tubes
formerly acceptable for 5000 to 8000 hours of operation are now failing with
as few as 1500 hours of operation.

The installation of the static converters had been scheduled
for early in F.Y., 1969 as part of the console modification,

8. Reactor Delta-Temperature Instrumentation

The reactor delta-temperature monitoring system has been subject
to drift (0.5 to 1.5°F). The source of the drift has been identified with
two signal-conditioning amplifiers for the hot- and cold-leg temperatures
employed in summing for delta temperature, By replacing the amplifier for
the hot-leg temperature input to the system, a slide-wire and the signal-
conditioning amplifiers can be eliminated. This change in equipment will
also reduce the noise in the system. The design of the replacement equip-
ment isolates the input from the output, thereby filtering the input noise
from the output circuits.

9. Blanket Gas Monitor

The blanket-gas monitoring equipment was received, shop-tested,
and installed on a temporary basis to check the response to a fission-
product gas release., The release of May 6, 1968, at 0530, was detected
with the following results: (a) the Xe-135 trace indicated saturation after
increasing by a factor of 40, (b) the Xe-133 increased by a factor of 25,
and (c) the A-41 increased by a factor of 15. In all cases, the increase
was significant and readily readable on the“strip-chart recorder. Permanent
installation is now in progress.

10, Shield Cooling System

The control system for the refrigeration compressors and the
solenoid-operated valves has been redesigned for additional circuit protec-
tion and isolation by fusing each of the individual solenoid valves and by
the installation of a separate control transformer for the refrigeration
compressor controls.

11. Fuel Handling System

Following an operational problem during which one of the three
cover locks failed to torque properly, a protective circuit was added to
the cover-lock motor-control circuit to automatically de-energize the motors
prior to motor damage. The circuit also prevents restarting until a check
has been made of the locks,
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12, Secondary-System Surge-Tank Level

’ A bearing failed in the motor for the system that supplies coass
gnt alr to the power supply for the surge-tank level probes. _TemporarY'COOl-
ing was furnished to the power supply until the test program in Progress

could be completed and the reactor power reduced.

A new motor was installed for continuation of reactor operation.
The power supply for the level probes must be relocated to an area of lower
ambient temperature if satisfactory operation is to be obtained.

13. Constant-Power Batteries

The batteries in the constant-power battery bank were cleaned
and filled and the electrolyte was checked.
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MAY 1968 FIGURE 66

HYDRAZINE AND OXYGEN IN FEEDWATER
AND HEATER NO. 2
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JUNE 1968 FIGURE 67
HYDRAZINE AND OXYGEN IN FEEDWATER
AND HEATER NO. 2
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Lbs x 03 STEAM
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FIGURE 68
APRIL 1968

CONDENSER COOLING WATER pH AND C.O,



CYCLES OF CONCENTRATION
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FIGURE 69
MAY 1968

CONDENSER COOL ING WATER oH AND C,O,
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CYCLES OF CONCENTRATI ON
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FIGURE 70
JUNE 1968

CONDENSER COOLING WATER PH AND C, O4
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FIGURE 71
MAY 1968

CHROMATE REDUCTION
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FIGURE 72
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CHROMATE REDUCT | ON



KEY:

SSTH
0SC

BETH
SSCR

SST THIMBLE
0SCILLATOR ROD
BERYLLIUM THIMBLE
SST CONTROL ROD

*

TWoOVO»wO

FIGURE 73
| LOADING PATTERW

EBR- |
RUN 27(E) FROM u4-7-68 TO ¥-11-68
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CONTROL ROD 5

SAFETY ROD

DRIVER FUEL

5 DRIVER FUEL, 3 SST
DEPLETED URANIUM

SST REFLECTOR
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- CONTROL ROD

SAFETY ROD

DRIVER FUEL

- 3 DRIVER FUEL, 3 SST
- DEPLETED URANIUM

- SST REFLECTOR

KEY: S8STH - SST THIMBLE
0SC - OSCILLATOR ROD
BETH - BERYLLIUM THIMBLE
SSCR - SST CONTROL ROD

DOV OLO
'

FIGURE 74
EBR-11 LOADING PATTERN

RUN 27 (F) FROM 4-13-68*TO 4 16-68



KEY:

SSTH - SST THIMBLE C#,
0SC - OSCILLATOR ROD S#
BETH - BERYLLIUM THIMBLE D
SSCR - SST CONTROL ROD

E
RIGURE /5
EBR-11 LOADING PATTERN

RUN 27 (G) ‘FROM 4-17-68 TO 4-19 68

|
CONTROL RQD B3

SAFETY ROD
DRIVER FUEL

1 DRIVER FUEL, % SST
DEPLETED URANIUM
SST REFLECTOR
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KEY: SSTH - SST THIMBLE Cs
0SC - 0SCILLATOR ROD S
BETH - BERYLLIUM THIMBLE
SSCR - SST CONTROL ROD

o ™ v o

FIGURE 76
EBR-11 LOADING PATTERN

RUN 27 (H) FROM 4-25-68 TO 5-2-68

CONTROL ROD

SAFETY ROD

DRIVER FUEL

L DRIVER FUEL, & SST
DEPLETED URANIUM
SST.REFLECTOR
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= OSCILLATOR ROD
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- SST CONTROL ROD

E
FIGURE 77
EBR-11 LOADING PATTERN

RUN 27 (I) FROM 5-3-68 TO 5-6-68
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CONTROL ROD

SAFETY ROD

DRIVER FUEL

z DRIVER FUEL, £ SST
DEPLETED URAN UM

SST REFLECTOR




KEY:

SSTH
0SC

BETH
SSCR

SST THIMBLE C# - CONTROL ROD
0SCILLATOR ROD S# - SAFETY ROD

- DRIVER FUEL

1 DRIVER FUEL,
- DEPLETED URANIU
- SST REFLECTOR

BERYLLIUM THIMBLE
SST CONTROL ROD
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E
FIGURE 78
EBR<I1 LOADING PATTERN

RUN" 28(A) FROM 5-9-68 10 5 3-8
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KEY: SSTH - SST THIMBLE C# - CONTROL ROD 157
: 0SC - OSCILLATOR ROD S# - SAFETY ROD
BETH - BERYLLIUM THIMBLE D - DRIVER FUEL
SSCR - SST CONTROL ROD P - L DRIVER FUEL, *3 SST
B - DEPLETED URANIUM
R - SST REFLECTOR

SECTOR
A

E
FIGURE 79
EBR-1! LOADING PATTERN

RUN 28 (B) FPOM 5-15-68 TO 5-27-68
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DRIVER FUEL
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EBR-11 LOADING PATTERN

RUN 28(C) FROM 5-29-68" TO 6-15-68
FIGURE 80



KEY: SSTH - SST THIMBLE - CONTROL ROD 159
0SC - OSCILLATOR ROD - SAFETY ROD
. BETH - BERYLLIUM THIMBLE - DRIVER FUEL

SSCR - SST CONTROL ROD - 5 DRIVER FUEL. % SST

- DEPLETED URANIUM
- SST REFLECTOR
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FIGURE 8l
EBR || LOADING PATTERN

SN 20 T CA) “FROM 6-26-68 T0 7-5 68







